G CITY OF GARDEN GROVE

GARDEN GROVE FIRE DEPARTMENT

May 13, 2015

Deanna Kim

Nova Consulting Group, Inc.
3961 Via Marisol #208

Los Angeles, CA 90042

Request #1036 for 7191 Patterson Drive, Garden Grove, CA 92841

Dear Madam:

Enclosed are the records found concerning the history of the above-mentioned
site(s), especially as it pertains to fire code violation history, permits, the use,
storage, or disposal of hazardous substances, and the installation or removal of
underground flammable or combustible liquid storage tanks.

The City of Garden Grove Fire Department has utilized its best efforts to locate the
records requested. However, the City makes no representation as to the accuracy
of the records or that all records requested were retained or located. The City does
not provide records on spills, leaks or clean-up, as that information is provided
through the County of Orange Health Dept.

Sincerely,

Nate Brady
Division Chief/Fire Marshal

By: Thanh Nguyen
Fire Captain/Senior Fire Protection Specialist

11301 Acacia Parkway © P.O.Box 3070 - Garden Grove, CA 92842
www.ci.garden-grove.ca.us



Records Selected

DBA / Address/Permit description

File No Permit No Date Expires

264 811031
BRINKS INC. 7 2015
7191 PATTERSON Dr —_—
HIGH-PILED COMBUSTIBLE STOCK

264 801031
BRINKS INC. 7 2015
7191 PATTERSON Dr —————

264 491011
BRINKS INC. 7 2015
7191 PATTERSON Dr —_—
HOT WORK - welding and cutting / open flame

264 291021 BRINKS INC.

7191 PATTERSON Dr
MOTOR VEHICLE REPAIR / SERVICING

7 2015

Page #




Violation List for
BRINKS INC.

7191 PATTERSON Dr

Date Issued Date Cleared Code

06/22/2004
06/22/2004
06/22/2004
05/29/2008
05/29/2008
05/29/2008
06/18/2007
06/18/2007
06/18/2007
06/18/2007
06/18/2007
06/18/2007
06/18/2007
06/18/2007
06/18/2007
05/29/2008
05/29/2008
05/29/2008
056/29/2008
06/22/2009
06/22/2009
06/22/2009
06/22/2009
06/22/2009
06/22/2009
07/31/2012
06/15/2010

07/27/2004
07/27/2004
07/27/2004
06/12/2008
06/12/2008
06/12/2008
07/16/2007
07/16/2007
07/16/2007
07/16/2007
07/16/2007
07/16/2007
07/16/2007
07/16/2007
07/16/2007
06/12/2008
06/12/2008
06/12/2008
06/12/2008
07/13/2009
07/13/2009
07/13/2009
07/13/2009
07/13/2009
07/13/2009
08/27/2012
07/13/2010

T19.Sect..56"
T19 Sect. 90

1103.3.3.2
CFC 901.6

CFC 315.2.1

CFC 8001.3.:

CFC7902.5
Title 19 Sec.

CFC 8506

CFC 1011.2
CFC 901.6
CFC 3156.2.1

CFC 3003.5..

CFC 1006.1
CFC 1006.1

Violatibn Description

Hang extinguishers.

5 yr certification on sprinkler / standpipe system.

Lower storage 18" below sprinklers or 2' from ceiling.

Service and tag Fire Extinguishers.

Locate HazMat packet

Lower storage

No access sign on second door to main office. Fill in small hole in br
Complete Haz Mat Disclosure packet- not able to locate packet.
APPROVED CABINET

Hang extinguisher(s) 3.5'-5' from floor

Front emergency lights need to be repaired - replace 1 light in front
need wrench in sprinkler box.

Fix penetration in wall in currency room.

Discontinue use of extension cords.- running through roof on upper |
Remove hanging clothes from underneath stairwell.

Replace ceiling tiles in breakroom.

Provide spinrkler documentation.

Remove all storage from upper level except 90 day run storage.
Currency room- provide faceplate; fix penetration in wall.

Provide illuminated exit sign(s).

Service and tag Fire Extinguishers.

Lower storage

Secure compressed gas cylinders.

Secure paper on ceiling.

Space heaters need timers.

Provide and maintain approved emergency lighting.

Provide and maintain approved emergency lighting.




Inspection# :000619 1.Insp_Date:06-21-00
2. Permit # :000446

3. Address :7191 PATTERSON DR

4. Business Name/DBA :BRINKS

5. Address Info 6.Buslic :148269

7. Business Owner :BRINKS INC.

8. Business Address :7191 PATTERSON DR 10.Bus Phone903-9272

9. Business CityStZip:GARDEN GROVE CA 92841 11.EmerPhone840-6150

12.0cc Group :S3  16.5yr Cert. :7-13-00 20.MBCC

13.0cc Load : 17.FDCloc :SOUTHEST CORNER 21.Clear date :07-13-00
14.Noof Ext:7.7 18.Haz Mat'l :N 22.Inspectorid:5190
15.Sprinklers:Y  19.Relnsp date: LUKAS JR, EDWARD F

1 UFC1001.5 PROVIDE 5 YEAR CERTIFICATION FOR FIRE SPRINKLER
2 SYSTEM.
3 UFC1212.4 EXIT SIGNS SHALL BE INTERNALLY OR EXTERNALLY ILLUMINATED.

Inspection # :010616 1.Insp_Date:07-09-01

2. Permit # :010313

3. Address :7191 PATTERSON DR

4, Business Name/DBA :BRINKS

5. Address Info 6.Buslic :148269

7. Business Owner :BRINKS INC.

8. Business Address :7191 PATTERSON DR 10.Bus Phone903-9272

9. Business CityStZip:GARDEN GROVE CA 92841 11.EmerPhone840-6150

12.0cc Group :S3  16.5yr Cert. :7-13-00 20.MBCC N

13.0cc Load : 17.FDCloc :SOUTHEST CORNER 21.Clear date :07-23-01
14.No of Ext :7.7 18.Haz Mat'l :N 22.Inspectorld:5190
15.Sprinklers:Y  19.Relnsp date:07-23-01 LUKAS JR, EDWARD F

1 UFC1212.4 EXIT SIGNS SHALL BE INTERNALLY OR EXTERNALLY ILLUMINATED.
2 UFC 8507 MULTI-PLUG ADAPTERS THAT DO NOT COMPLY WITH THE
3 ELECTRICAL CODE ARE PROHIBITED.

Inspection#  :940807 1.Insp_Date:03-21-94

2. Permit #

3. Address :7191 PATTERSON DR

4. Business Name/DBA :BOB CAT INC.

5. Address Info : 6.Buslic :148269

7. Business Owner :ALLEN BUFFINGTON

8. Business Address :251 16TH PL. #A 10.Bus Phone892-7748

9. Business CityStZip:COSTA MESA, CA. 92647 11.EmerPhone645-7139
12.0cc Group :B2  16.5yr Cert. :03-26-93 20.MBCC

13.0cc Load : 17.FDCloc :SOUTHEST CORNER 21.Clear date :04-05-94




14.No of Ext :4.4 18.Haz Mat'l :N 22.Inspectorid:9257
15.Sprinklers:Y  19.Relnsp date: WEIMER, SCOTT R

1 DISCONNECT DEVELOPER UNIT FROM ELEC. PANEL
2 OBTAIN & INSTALL 2 EXTINGUISHERS FOR SHOP AREA 2A10BC

Inspection# :950775 1.Insp_Date:02-02-95

2. Permit #

3, Address :7191 PATTERSON DR

4. Business Name/DBA :BOB CAT INC.

5. Address Info 6.Buslic :148269

7. Business Owner :ALLEN BUFFINGTON

8. Business Address :251 16TH PL. #A 10.Bus Phone892-7748

9, Business CityStZip:COSTA MESA, CA. 92647 11.EmerPhone645-7139
12.0cc Group :B2  16.5yr Cert. :03-26-93 20.MBCC N

13.0cc Load : 17.FDC loc :SOUTHEST CORNER 21.Clear date :02-02-95
14.No of Ext :4.4 18.Haz Mat'l :N 22.Inspectorld:0258
15.Sprinklers:Y ~ 19.Relnsp date: ASHBY, DOUGLASE

# Violation Code Violation description

1 VERBAL WARNING GIVEN TO REMOVE EXTENSION CORD(S), ALSO

2 MAKE ELECTRIC PANEL ACCESSIBLE.
3 NO VIOLATIONS NOTED.

0. PERMIT# :000446

1. INSPECTION# : 000619

2. PERMIT LOC :7191 PATTERSON DR

3. BUSINESS NAME: BRINKS 9. BUS LICENSE:148269

4. PHONE: 903-9272 10. OCC CLASS :S3

5. BILL-TO-NAME : BRINKS INC. 11. ISSUE DATE :08-28-00

6. BILL-TO-ADDR : 7191 PATTERSON DR 12. EXPIRATION :07-31-01

7. BILL-TO-CSZ : GARDEN GROVE CA 92841 13. TOTAL FEES :140.00

8. REMARKS 14. INSPECTOR :5190

LUKAS JR, EDWARD F

NO. CODE DESCRIPTION / CONDITION FEE

1 291021 MOTOR VEH. REPAIR & SERVICING 85.00
OPERATION OF A BUSINESS FOR THE PURPOSE OF REPAIRING OR
SERVICING MOTOR VEHICLES SHALL COMPLY WITH ALL APPLICABLE
STATE AND LOCAL CODES -

2 491011 HOT WORK 55.00

THE PERFORMANCE OF WELDING AND CUTTING OPERATIONS SHALL
COMPLY WITH ALL APPLICABLE STATE AND LOCAL CODES.




0. PERMITH# :010313

1. INSPECTION# : 010616

2. PERMIT LOC : 7191 PATTERSON DR

3. BUSINESS NAME: BRINKS 9. BUS LICENSE:148269

4. PHONE: 903-9272 10. OCC CLASS :S3

5. BILL-TO-NAME : BRINKS INC. 11. ISSUE DATE :07-30-01

6. BILL-TO-ADDR : 7191 PATTERSON DR 12. EXPIRATION :07-31-02

7. BILL-TO-CSZ : GARDEN GROVE CA 92841 13. TOTAL FEES :140.00

8. REMARKS 14. INSPECTOR :5190

LUKAS JR, EDWARD F

NO. CODE DESCRIPTION / CONDITION FEE

1 291021 MOTOR VEH. REPAIR & SERVICING 85.00
OPERATION OF A BUSINESS FOR THE PURPOSE OF REPAIRING OR
SERVICING MOTOR VEHICLES SHALL COMPLY WITH ALL APPLICABLE
STATE AND LOCAL CODES

2 491011 HOT WORK 55.00

THE PERFORMANCE OF WELDING AND CUTTING OPERATIONS SHALL
COMPLY WITH ALL APPLICABLE STATE AND LOCAL CODES.

0. PERMITH# :020542
. INSPECTION# : 020605
. PERMIT LOC : 7191 PATTERSON DR
. BUSINESS NAME: BRINKS 9. BUS LICENSE:148269
. PHONE: 903-9272 10. OCC CLASS :S3
. BILL-TO-NAME : BRINKS INC 11. ISSUE DATE :07-24-02
. BILL-TO-ADDR : 7191 PATTERSON DR 12. EXPIRATION :07-31-03
. BILL-TO-CSZ : GARDEN GROVE CA 92841 13. TOTAL FEES :150.00
.REMARKS : 14. INSPECTOR :1705
COLLINS, PATRICK S

O N D WN R

NO. CODE DESCRIPTION / CONDITION FEE

1 291021 MOTOR VEH. REPAIR & SERVICING 90.00
OPERATION OF A BUSINESS FOR THE PURPOSE OF REPAIRING OR
SERVICING MOTOR VEHICLES SHALL COMPLY WITH ALL APPLICABLE
STATE AND LOCAL CODES

2 491011 HOT WORK 60.00
THE PERFORMANCE OF WELDING AND CUTTING OPERATIONS SHALL
COMPLY WITH ALL APPLICABLE STATE AND LOCAL CODES.

0. PERMIT# :10324

1. INSPECTION# : 010616

2. PERMIT LOC : 7191 PATTERSON DR

3. BUSINESS NAME: BRINKS 9. BUS LICENSE:148269
4. PHONE: 903-9272 10. OCC CLASS :S3

5. BILL-TO-NAME : BRINKS INC. 11. ISSUE DATE :07-31-01




6. BILL-TO-ADDR : 7191 PATTERSON DR 12. EXPIRATION :
7. BILL-TO-CSZ : GARDEN GROVE CA 92841 13. TOTAL FEES :140.00
8. REMARKS : 14. INSPECTOR :5190

LUKAS JR, EDWARD F

NO. CODE DESCRIPTION / CONDITION FEE

1 291021 MOTOR VEH. REPAIR & SERVICING 85.00
OPERATION OF A BUSINESS FOR THE PURPOSE OF REPAIRING OR
SERVICING MOTOR VEHICLES SHALL COMPLY WITH ALL APPLICABLE
STATE AND LOCAL CODES

2 491011 HOT WORK 55.00

THE PERFORMANCE OF WELDING AND CUTTING OPERATIONS SHALL

COMPLY WITH ALL APPLICABLE STATE AND LOCAL CODES.

0. PERMIT# :20265
. INSPECTION# : 020605
. PERMIT LOC :7191 PATTERSON DR
. BUSINESS NAME: BRINKS 9. BUS LICENSE:148269
. PHONE: 903-9272 10. OCC CLASS :S3
. BILL-TO-NAME : BRINKS INC. 11. ISSUE DATE :07-31-02
. BILL-TO-ADDR : 7191 PATTERSON DR 12. EXPIRATION :
. BILL-TO-CSZ : GARDEN GROVE CA 92841 13. TOTAL FEES :140.00
.REMARKS : 14. INSPECTOR :5190
LUKAS JR, EDWARD F

0O NO U B WN P

NO. CODE DESCRIPTION / CONDITION FEE

1 291021 MOTOR VEH. REPAIR & SERVICING 85.00
OPERATION OF A BUSINESS FOR THE PURPOSE OF REPAIRING OR
SERVICING MOTOR VEHICLES SHALL COMPLY WITH ALL APPLICABLE
STATE AND LOCAL CODES

2 491011 HOT WORK 55.00
THE PERFORMANCE OF WELDING AND CUTTING OPERATIONS SHALL
COMPLY WITH ALL APPLICABLE STATE AND LOCAL CODES.




FIRE SAFETY SURVEY File# 264
GARDEN GROVE FIRE DEPARTMENT Fire District 2114

Inspector FPB  Shift N

11301 Acacia Parkway, Garden Grove, CA 92842 NextInsp 7 /2012

Bus 714-741-5600 Fax 714-741-5640 R 0
Occupant or DBA BRINKS INC. Business Phone 714 903-9272
Address 7191 PATTERSON Dr Suite Zip 92841
Business Owner BRINKS INC ' Phone 714 903-9272
imergency Contact Phone
Group  S3 Load Sprinklers FIPIN  F 5yr.Cert. 10 / 2009 Haz Mat [/

‘ire Permits

311031 HIGH-PILED COMBUSTIBLE STOCK, 801031 HAZARDOUS MATERIALS - use, handling or storage, 491011 HOT
VORK - welding and cutting / open flame, 291021 MOTOR VEHICLE REPAIR / SERVICING,

An inspection at the above Iocation/occuvpany revealed the following violations(s)

SIGNS ASSEMBLY OCCUPANCIES

[] Provide address visible from the street (CFC 505.1) [_] Post maximum occupancy load sign (CFC 1004.3)

[ ] Provide hazardous materials warning signs (CFC 2703.5) [_] Remove combustible decorative material (CFC 807.1.2)
EXITS [:J Remove storage under stairway (CFC 315.2.2)

ELECTRICAL SAFETY PRE-CAUTION!
|:_] Discontinue use of extension cords (CFC 605.6)
D Keep 30" clear for access in front of electrical panel

[ ] Provide/maintain approved panic hardware (CFC 1008.1.9)
[] Remove locks, chains,bolts or bars from exit door (CFC 1008.1.8)

D Remove exit door/hardware (CFC 1008.1.8.5) ~ (CFC 605.3)
Location - - - I:lProvide/replace electrical __cover __socket __power strip
|:| Remove exit obstruction (CFC 1028.3) -~ (CFC 605.1)
]:] Provide/maintain illuminated exit sign(s) (CFC 1011.2) Location
% Provide and maintain approved emergency lighting (CFC 1006.1) HAZ-MAT SAFETY PRE-CAUTIONS
ACCESS [] Complete Hazardous Materials Disclosure submittal
[[] Provide outside Knox Box (CFC 506.1) Jie-741-0628 égffmfzgggg\f  2701.5.2)

E: Remove obstructions to fire apparatus access (CFC 503.4) .
D Provide approved cabinet if more than 10 gal. flammable
FIRE PROTECTION EQUIP. AND SYS. ~ liquids (CFC 3404.3.4.3)

:] Provide ___extinguishers __2A10BC __40BC __K (CFC 906.1) D Provide approved safety containers(s) for flammable
—_ " liquids (CFC 3404.3.1
:]‘ Service and tag extinguisher(s) (CFC 901.6) Iquids ( )

:] Hang extinguisher(s) 3.5'-5' from floor (Title 19, Séc.567.6) MISCELLANEOUS . -
— [ ] Lower storage __18" below sprinklers or __ 2' from ceiling

1 Clean filters, ducts , hood above cooking surface (CFC 904.11.6.4) — (CFC 315.2.1)

__] Service auto-extinguishing system semi-annually (CFC 904.11.6.3) [_] Secure compressed gas cylinders (CFC 3003.5.3)

]5 yr certification on sprinkler/standpipe system (Title 19, Sect. 904) ] '?Ss,fgqgg%';ess License __Fire Department Permit

ADDITIONAL VIOLATIONS AND/OR NOTES [L]NO VIOLATIONS

Emergency ll\dﬁl\/\a at:ma rent lwrlﬁaf‘ (,‘mr\ }/\ O \Jr'

- ) rarpacsl at\"‘:/ W9lr dn medd\ rhobe

1siness representative signatt:re ~ ,é—) 4 Date 7/ é’// /7/ ;
Inspector ID # ' J/C/’l:'w;//ny : oo ?A Date 7/ f;[/ I(—?\

ﬁCleared __Z /_:2-_2’ L2 |___] Mailback carddue __ /__/ [ ]Re-inspection dateg/ ﬁ/ 12 [Final Notice __/___/

"




FIRE SAFETY SURVEY

Bus 714-741-5600

GARDEN GROVE FIRE DEPARTMENT

11301 Acacia Parkway, Garden Grove, CA 92842
Fax 714-741-5640

File# 264
Fire District 2114
Inspector FPB  Shift N

Nextinsp 7 /2011

Occupant or DBA BRINKS INC.

Business Phone 714 903-9272

Address 7191 PATTERSON Dr

Business Owner  Brink's Incorporated

Zmergency Contact

Suite Zip 92841
Phone 714 903-9272
Phot ‘

Group - S3 Load Sprinklers F/IP/N

S5yr.Cert. 10 / 2009 Haz Mat [

“ire Permits

311031 HIGH-PILED COMBUSTIBLE STOCK, 801031 HAZARDOUS MATERIALS - use, handling or storage, 491011 HOT
NORK - welding and cutting / open flame, 291021 MOTOR VEHICLE REPAIR / SERVICING,

An inspection at the above location/occupany revealed the following violations(s)

SIGNS

[:] Provide address visible from the street (CFC 505.1)

D Provide hazardous materials warning signs (CFC 2703.5)
EXITS '

D Provide/maintain approved panic hardware (CFC 1008.1.9)

D Remove locks, chains,bolts or bars from exit door (CFC 1008.1.8)

[] Remove exit door/hardware (CFC 1008.1.8.5)
~ Location

[[_] Remove exit obstruction (CFC 1028.3)

[:] Provide/maintain illuminated exit sign(s) (CFC 1011.2)

[:] Provide and maintain approved emergency lighting (CFC 1006.1)
ACCESS’

D Provide outside Knox Box (CFC 506.1)

D Remove obstructions to fire apparatus access (CFC 503.4)

FIRE PROTECTION EQUIP. AND SYS.

:-] Provide ___extinguishers _ 2A10BC __40BC __K (CFC 906.1)
:J Service and tag extinguisher(s) (CFC 901.6) £X7 Aov. Zaif
_—__] Hang extinguisher(s) 3.5"-5' from floor (Title 19, Sec.567.6) ’
:J Clean filters, ducts , hood above cooking surface (CFC 904.11.6.4)
;[Sewice auto-extinguishing system semi-annually (CFC 904.11.6.3)
:] 5 yr certification on sprinkler/standpipe system (Title 19, Sect. 904)
ADDITIONAL VIOLATIONS AND/OR NOTES

ASSEMBLY OCCUPANCIES

E]; Post maximum occupancy load sign (CFC 1004.3)

I:] Remove combustible decorative material (CFC 807.1.2)
D Remove storage under stairway (CFC 315.2.2)

ELECTRICAL SAFETY PRE-CAUTION!
I_—_l Discontinue use of extension cords (CFC 605.6)

D Keep 30" clear for access in front of electrical panel
~ (CFC605.3)

[:] Provide/replace electrical __cover __socket __power strip
~ (CFC 605.1)

Location

HAZ-MAT SAFETY PRE-CAUTIONS

Complete Hazardous Materials Disclosure packet
- 714-741-5636 (CFC 2701.5.1)

D Provide approved cabinet if more than 10 gal. flammable
™ liquids (CFC 3404.3.4.3) ’

Provide approved safety containers(s) for flammable
" liquids (CFC 3404.3.1)

MISCELLANEOUS

l___—_] Lower storage __ 18" below sprinklers or __ 2' from ceiling
— (CFC 315.2.1)

D Secure compressed gas cylinders (CFC 3003.5.3)

Post __Business License_Fire Department Permit
~.(CFC 105.6) s "
. S/

] NO VIOLATIONS

CREVINGE  LEjiing 7ILE 30w HALLLAY

isiness representative signature %~ ~ T~ \

Date 5/ 17/ it

Date_ 5/ 17/1

Inspector ID# _ 7 /"?_}"17’/%7’6’&/,&?&@&"
N

fCleared 5 /17 1_if [ Mailback card due __/

I []Re-inspection date__/___/

/

D Final Notice __ / 7 7~




FIRE SAFETY SURVEY

Bus 714-741-5600

GARDEN GROVE FIRE DEPARTMENT

11301 Acacia Parkway, Garden Grove, CA 92842
Fax 714-741-5640

File# 264
Fire District 2114
inspector FPB  Shift N

NextInsp 7 /2010

Occupant or DBA BRINKS INC.

Business Phone 714 903-9272

Address 7191 PATTERSON Dr

Business Owner  Brink's Incorporated

Emergency Contact

Suite Zip 92841
Phone 714 903-9272
Phor

Group S3 Load Sprinklers F/P/N

5yr. Cert. 10/01/2009 Haz Mat [

Fire Permits

811031 HIGH-PILED COMBUSTIBLE STOCK, 801031 HAZARDOUS MATERIALS - use, handling or storage, 491011 HOT
WORK - welding and cutting / open flame, 291021 MOTOR VEHICLE REPAIR / SERVICING,

An inspection at the above location/occupany revealed the following violations(s)

SIGNS
[_] Provide address visible from the street (CFC 505.1)

I____] Provide hazardous materials warning signs (CFC 2703.5)
EXITS

E] Provide/maintain approved panic hardware (CFC 1008.1.9)

I___] Remove locks, chains,bolts or bars from exit door (CFC 1008.1.8)

- [] Remove exit door/hardware (CFC 1008.1.8.5)
Location

[ ] Remove exit obstruction (CFC 1028.3)
D Provide/maintain illuminated exit sign(s) (CFC 1011.2) X 3
Provide and maintain approved emergency lighting (CFC 1006.1)

ACCESS
[] Provide outside Knox Box (CFC 506.1)
D Remove obstructions to fire apparatus access (CFC 503.4)

FIRE PROTECTION EQUIP. AND SYS.
l:] Provide ____extinguishers __2A10BC __40BC __ K (CFC 906.1)

|:] Service and tag extinguisher(s) (CFC 901.6)

I:I Hang extinguisher(s) 3.5"-5' from floor (Title 19, Sec.567.6)

[:[ Clean filters, ducts , hood above cooking surface (CFC 904.11.6.4)
D Service auto-extinguishing system semi-annually (CFC 904.1 1‘.6.3)
l—_—, 5 yr certification on sprinkler/standpipe system (Title 19, Sect. 904)
ADDITIONAL VIOLATIONS AND/OR NOTES

ASSEMBLY OCCUPANCIES

[:] Post maximum occupancy load sign (CFC 1004.3)

I:I Remove combustible decorative material (CFC 807.1.2)
D Remove storage under stairway (CFC 315.2.2)

ELECTRICAL SAFETY PRE-CAUTION!

[:l Discontinue use of extension cords (CFC 605.6)

 Keep 30" clear for access in front of electrical panel
~ (CFC 605.3)

I;_[Provide/replace electrical __cover __socket __power strip
(CFC 605.1)

Location

HAZ-MAT SAFETY PRE-CAUTIONS

Complete Hazardous Materials Disclosure packet
'714-741-5636 (CFC 2701.5.1)

D Provide approved cabinet if more than 10 gal. flammable
liquids (CFC 3404.3.4.3)

- Provide approved safety containers(s) for flammable
""""" liquids (CFC 3404.3.1)

MISCELLANEOUS

[ ] Lower storage _ 18" below sprinklers or __ 2' from ceiling
(CFC 315.2.1)

I—_—]ESecure compressed gas cylinders (CFC 3003.5.3)

'Post __ Business License ___Fire Department Permit
— (CFC 105.6)

[]NO VIOLATIONS

-y

e d
Business representative signature‘/%(_ﬁ\ﬂ\s

Date_é:"/;s‘"‘/o

Date_& — AT (&)

)
Inspector D # KW I35

R
g Cleared _7__/ (2119 /@ Mailback card due _@__2?/ o [ ]Re-inspectiondate__ /___/

QEFinal Notice __ /-

iVl




FIRE SAFETY SURVEY File # 264

GARDEN GROVE FIRE DEPARTMENT Fire District 2114
. Inspector FPB  Shift N

11301 Acacia Parkway, Garden Grove, CA 92842 Next | /

Bus 714-741-5600 Fax 714-741-5640 extlnsp 7 12009
Occupant or DBA BRINKS, INC. Business Phone 714 903-9272

Address 7191 PATTERSON Dr Suite Zip 92841
Business Owner Brink's Incorporated Phone 714 903-9272
Emergency Contac “ Phor

Group  S3 Load Sprinklers F/P/N F 5yr. Cert. 10/01/2004 Haz Mat [

Fire Permits
811031 HIGH-PILED COMBUSTIBLE STOCK, 801031 HAZARDOUS MATERIALS - use, handling or storage, 491011 HOT
WORK - welding and cutting / open flame, 291021 MOTOR VEHICLE REPAIR / SERVICING,

An inspection at the above location/occupany revealed the following violations(s)
SIGNS ASSEMBLY OCCUPANCIES

D Provide address visible from the street (CFC 505.1) [:] Post maximum occupancy load sign (CFC 1004.3)
[:] Remove combustible decorative material (CFC 807.1.2)

l:l Provide hazardous materials warning signs (CFC 2703.5)
D Remove storage under stairway (CFC 315.2.2)

EXITS
ELECTRICAL SAFETY PRE-CAUTION:

[ ] Provide/maintain approved panic hardware (CFC 1008.1.9)
[] Remove locks, chains,bolts or bars from exit door (CFC 1008.1.8) D%Dlscontmue use of extension cords (CFC 605.6)
' Keep 30" clear for access in front of electrical pane!

L__] Remove exit door/hardware (CFC 1008.1.8.5) " (CFC 605.3)

D il'\_’zt::\‘/):exﬂ obstruction (CFC 1028.3) ‘r' . I;]Izg)gggggp;?ce electrical __cover __socket __power strip
Prowde/malntaln illuminated exit sign(s) (CFC 1011.2) C“ﬁg";wl e Location

D Provide and maintain approved emergency lighting (CFC 1006.1) , HAZ-MAT SAFETY PRE-CAUTIONS

KCCESS ' I:l Complete Hazardous Materials Disclosure packet

'714-741-5636 (CFC 2701.5.1)

[ ] Provide outside Knox Box (CFC 506.1) :
E] Remove obstructions to fire apparatus access (CFC 503.4) D Eﬁ:ﬁgig?ggﬁ%‘i %aglg)et if more than 10 gal. flammable
FIRE PROTECTION EQUIP. AND SYS. |:] Provide approved safety containers(s) for flammable

[] Provide _extinguishers _2A10BC__40BC_K (CFC906.1) liquids (CFC 3404.3.1)

‘Serwce and tag extinguisher(s) (CFC 901.6) &x¥ ! N2V Zoct © |§£:ELLANE

""""" fueggfite] @Boen (“[ 2e2%F, Lower storag " below sprinklers or #-2' from ceiling
[] Hang extinguisher(s) 3.5-5' from floor (Title 19, Sec.567.6) wa¢ &2 S(CFC 315.2.1)

ﬁ Secure compr}essed gas cy;mders (CFC 3003.5.3)
2

D Clean filters, ducts , hood above cooking surface (CFC 904.11.6.4)

[] Service auto-extinguishing system semi-annually (CFC 904.11.6.3) I:l '?g?}c 1‘3236{);1653 Llcense __Fire Department Permit

D 5 yr certification on sprinkler/standpipe system (Title 19, Sect. 904)

ADDITIONAL VIOLATIONS AND/OR NOTES [INO VIOLATIONS
¥ SR FErE PAVESL o) CEnfi- o
M gacE HEATERS NREED TemELS o=
Business representative signature K M L/ Date 4;/ Zz Z?/ 09
inspector ID# _@0 Lt{ ’6 ANAGEL Date ﬁé/ﬂé/o

E/Cleared.ﬂ /1318 D Mailback card due __/ ___qu?e inspection date -/ _@_ /J__I:l Final Notice /| fjvi

& 0%e0

U




File# 264

FIRE SAFETY SURVEY
GARDEN GROVE FIRE DEPARTMENT Fire District 2114
| tor FPB  Shift N
11301 Acacia Parkway, Garden Grove, CA 92842 nspector / '
Bus 714-741-5600 Fax 714-741-5640 Nextinsp 7 /2008
Business Phone 714 903-9272

92841

Occupant or DBA BRINKS, INC.
Address 7191 PATTERSON Dr Suite Zip
Property Owner Gerald & Bronstein Phone 714 903-9272
Emergency Contact SARCEURNGTR = ‘ Phone
5 yr. Cert. 10/01/2004 Haz Mat [

Sprinklers F/P/IN F

Group S3 Load
Fire Permits - Zif}}/\&/ /) E ‘ZS‘}"
811031 HIGH-PILED COMBUSTIBLE STOCK, 801031 HAZARDOUS MATERIALS - use, handling or storawaéi %011 HOT
WORK - welding and cutting / open flame, 291021 MOTOR VEHICLE REPAIR / SERVICING,
An inspection at the above location/occupany revealed the following violations(s)
SIGNS ASSEMBLY OCCUPANCIES
[:Ij Provide address visible from the street (CFC 505.1) [:] Post maximum occupancy load sign ~ § 2 é? @
........ -d R ) . ] qdo0
D Provide hazardous materials warning signs (CFC 2703.5) D Remove combustible decorative m § g gs 5
EXITS QRemove storage under stairway (€ g §%° 5 &
oo
[ Provide approved panic hardware (CFC 1008.1.9) ELECTRICAL SAFETY PRE-( (C ,\ff; m§ = l:‘
[[] Remove locks, chains,bolts or bars from exit door (CFC 1008.1.8) D Discontinue use of extension cor g £ 85 5
[] Remove exit door/hardware (CFC 1008.1.8.5) ] Tgf:%?osc';af for access in fro v, 2 w O
" Location o , REA ]
- - D:Prowde/replace electrical __co{ 3 5B
[ ] Remove exit obstruction (CFC 1028.3) ™ (CFC 605.1) oy g3
| a8 =5
[ ] Provide illuminated exit sign(s) (CFC 1011.2) Location ggp§ § ¢ £
3 8
D. Provide and maintain approved emergency lighting (CFC 1006.1) HAZ-MAT SAFETY PRE-( v § ,E\‘I <
"""""""" o~ > 2T
ACCESS (V;n, &@emﬁ & Hazardous Mate | @ 5 g
: Yo
[] Provide outside Knox Box (CFC 506.1) 2 714-741-5636 (CFC 2701. ff SES
— . ' - Provide approved cabine’ .3 5 &
D Remove obstructions to fire apparatus access (CFC 503.4) L] liquids (CFC 3404.3.4.3) () § 8 5\ /
~ o, /
FIRE PROTECTION EQUIP. AND SYS. [ Provide approved safety = /
[ Provide __extinguishers _2A10BC _40BC _K (CFC 906.1) liquids (CFC 3404.3.1) /
T ' e /
L[7[/Service and tag extinguisher(s) (GFC 901.6)Qprusfe Dbenqs® - M'.SCEL'-ANEO\{J; : /
o . ) (%[W/ Lower storage V18" below sprinklers or __2' from ceiling
[__] Hang extinguisher(s) 3.55' from floor (Title 19, Sec.567.6) AV TTCFC 315.2.1) £y “5)‘%%?’03&%5
|:| Clean filters, ducts , hood above cooking surface (CFC 904.11.6.4) [:I Secure compressed gas cylinders (CFC 3003.5.3)
D‘ Service auto-extinguishing system semi-annually (CFC 904.11.6.3) _ gigsFtﬂggsé?ess License __Fire Department Permit
D 5 yr certification on sprinkler/standpipe system (Title 19, Sect. 904) .
_ ADDITIONAL VIOLATIONS AND/OR NOTES .. LINOVIOLATIONS
. I - —
= Replce ceiling tile in b gona’ « Provide  eprinher  doevmiteyen

N . o Cpmy B
~ Rovnae, o)\ SIS Pronn pgee feue ) Gepyt 0 ﬁ“ij oo S tone©
‘” Prg.‘\ L Qano@'m*@ VO CaayY @y (ehien j Pix e Medin @ ol in Cisvency

- . N . f N
vt . \Bgleal: Yoo A\ wropanz oo I® o0\ Yiaws _ _
= Date ¢’ “";7»/29"6)&%3
Date 5/ 29 /(%

Business representative signature g A~
N g N y
Inspector ID # SN e 23203
Kl‘f!eared ) /ﬁ; 1o [ | Mailback card due __/___ /____ﬁRe-inspection dateQL/)_Z_ /(Q%_Dgﬁnal Notce /[ .
16 awnq | v



FIRE SAFETY SURVEY File # 264

GARDEN GROVE FIRE DEPARTMENT Fire District 2114
. . Inspector FPB  Shift N
11301 Acacia Parkway, Garden Grove, CA 92842 Next | 7 12007
Bus 714-741-5600 Fax 714-741-5640 extinsp 7 1200
Occupant or DBA BRINKS, INC. Business Phone 714 903-9272
Address 7191 PATTERSON Suite Zip 92841
Phone 714 903-9272

Property Owner Gerald & Bronstein

Emergency Contact -ROBERT-RAMOS | T Phone
Cy b . = hone N
Load Sprinklers FIP/N F 5 yr. Cert. -+1/01/2004 Haz Mat [ =~ 0B47.

Group S3

Fire Permits
801031 HAZARDOUS MATERIALS - use, handling or storage, 491011 HOT WORK - welding and cutting / open flame, 291021

MOTOR VEHICLE REPAIR/SERVICING Hi {4 ?ll/tf STOﬂAéE

An inspection at the above location/occupany revealed the following violations(s)
SIGNS ASSEMBLY OCCUPANCIES

[] Provide address visible from the street (CFC 901.44) [] Post maximum occupancy load sign (CFC 2501.16.1)
I:I Remove combustible decorative material (CFC 2501.5)

]:I Remove storage under stairway (CFC 1210.3)
~ELECTRICAL SAFETY PRE-CAUTION!

[____, Discontinue use of extension cords (CFC 8506)
Keep 30" clear for aceess in front of electrical panel

D Provide hazardous materials warning signs (CFC 8001.7)
EXITS

[:] Provide apprbved panic hardware (CFC 1207 .4)

[:] Remove locks, chains, bolts or bars from exit door (CFC 1207.3)

D Remove exit door/hardware (CFC 1207.1) (CFC 8509.2)
Location [] Provide/replace electrical __cover __socket __power strip
[ ] Remove exit obstruction (CFC 1 203) (CFC 8509.2)
[:I Provide illuminated exit sign(s) (CFC 1212.4) Location o
ACCESS HAZ-MAT SAFETY PRE-CAUTIONS
[_] Provide outside Knox Box (CFC 902.4) Complete Hazardous Materials Disclosure packet

714-741-5636 (CFC 7902.1) Yot P&\g 0 (CeATE

: rovide approved cabinet if more than 10 gal. flammable
FIRE PROTECTION EQUIP. AND SYS. quuids e To0200)

[] Provide __extinguishers __2A10BC __40BC _K (CFC 1002.1) EI Provide approved safety containers(s) for flammable
[ ] Service and tag extinguisher(s) (CFC 1001.5.1) liquids (CFC 1103.3.3.2)

D Hang extinguisher(s) 3.5"-5' from floor (Title 19, Sec.567.6) MISCELLANEOUS

Lower storage __18" below sprinklers or ___ 2" from ceiling

[ ] Remove obstructions to fire apparatus access (CFC 902.2.4.1)

[] Clean filters, ducts , hood above cooking surface (CFC 1005.2.8) (CFC 1103.3.3.2)
[:] Service auto-éxtinguishing system semi-annually (CFC 1005.2.8) D Secure compressed gas cylinders (CFC 7401.6.4)
Post __Business License __Fire Department Permit

[[]5 yr certification on sprinkler/standpipe system (Title 19, Sect. 904)

[] NO VIOLATIONS
ADDITIONAL VIOLATIONS AND/OR NOTES \\§* Access. g,@g N &m&b Do, Yo Mad -
OXACE, i 1 Suall Mole W Beancy” A aEr'S oFE . Hansts
Erxnbu s UEL. (P Ccmvﬁ?-émce Eoo F\Zo\«rbweﬁe«cmo/ LAUTS DeED
o RE Pepmeed Zeace® 1 Lo 10 V@om‘/somﬂ\ @A&A(ﬁv Cu EPEGGy

Lt Weed Weena W Seeineise Zed . Tl Penere Ao w (sl 1)

3usiness representative signature m@wfﬂﬂ( M / ﬂﬂ}/ﬂ (74 KUU” § | \ Date / / f/ s 7
Inspector ID # \\VAQO?‘M \K\\\lx\i/kﬂg L ! Date (0/ \%/O?’

ﬁared ?C_/ (d / Oq/ E] Mailback carddue ___/ DRe -inspection date /4/ Oq/ D Final Notice __/  /

(CFC 105.5)

|




GARDEN GROVE FIRE DEPARTMENT Fire Prevention Record
11301 Acacia Parkway, Garden Grove CA 92840 714-741-5630 714-741-5628

INSPECTOR NAME \\AQ\Q \I\l \ \/\44\\49 DATE OF INITIAL ON-SITE INSPECTION

WE HAVE INSPECTED YOUR PREMISES FOR COMPLIANCE WITH CONDITIONS SET FORTH IN THE CALIFORNIA FIRE CODE,
PLEASE CORRECT THE VIOLATIONS INDICATED. A RE-INSPECTION DATE IS SCHEDULED FOR

Inspector Initials

BUSINESS NAME ALLOW ADDITIONAL TIME Y __N
BUSINESS ADDRESS SUITE # 3rd RE-INSPECTION DATE
CiTY DISTRICT # MBCC Y _ N

BUSINESS PHONE
Clgpenef €ooM. Rt Mewamiic EAES (N RRoper. Covmmsee.
Betoge e Clossx. Svope JF\AAAMAQS Upoes W) A
Hlamaraele U(‘)m'DS Crnner QUL\\ —"?—A?SH S Peesny (P
E\J€@~/ G0 DA, FA@/(L\T“f gtaae»:\. b oD upper. (edEl.
Q\Fumlg EKT?M&mA Co(st e p2E Zu&@\ W THEOY
THE BooE oo UPCel. \evel. BEWouE e domes
TeOoM U&WQ—%«EA{W SEaLe_ Lyl Fov Haz Mer Disclosuges
o eerT : Please ol s,

fireprev-rec.doc — Revised 02/28/03




FIRE SAFETY SURVEY File # 264
GARDEN GROVE FIRE DEPARTMENT Fire District 2114
Inspector FPB  Shift N

11301 Acacia Parkway, Garden Grove, CA 92842 NextInsp 7/ 2006

Bus 714-741-5600 Fax 714-741-5640
Occupant or DBA BRINKS, INC. Business Phone 714 903-9272
Address 7191 PATTERSON Suite Zip 92841
Property Owner Gerald & Bronstein Phon
Emergency Contact Phon
Group S3 Load Sprinklers F/IP/N F 5yr. Cert. 11/01/2004 Haz Mart |

Fire Permits
801031 HAZARDOUS MATERIALS - use, handling or storage, 491011 HOT WORK - welding and cutting, 291021 MOTOR
VEHICLE REPAIR / SERVICING,

An inspection at the above location/occupany revealed the following violations(s)
SIGNS ASSEMBLY OCCUPANCIES

D Provide address visible from the street (CFC 901.44) [:] Post maximum occupancy load sign (CFC 2501.16.1)
[ ] Remove combustible decorative material (CFC 2501.5)

D Remove storage under stairway (CFC 1210.3)

ELECTRICAL SAFETY PRE-CAUTION!
D Discontinue use of extension cords (CFC 8506)
Keep 30" clear for access in front of electrical panel

D Provide hazardous materials warning signs (CFC 8001.7)
EXITS

[ ] Provide approved panic hardware (CFC 1207.4)
[:] Remove locks, chains, bolts or bars from exit door (CFC 1207.3)

[ ] Remove exit door/hardware (CFC 1207.1) (CFC 8509.2)
Location

Provide/repl lectrical tri
[ ] Remove exit obstruction (CFC 1203) L] (g)[_yé %gggzc):e electrical __cover__socket __power strip
[ ] Provide illuminated exit sign(s) (CFC 1212.4) Location
ACCESS | HAZ-MAT SAFETY PRE-CAUTIONS
[_] Provide outside Knox Box (CFC 902.4) D Complete Hazardous Materials Disclosure packet
[:] Remove obstructions to fire apparatus access (CFC 902.2.4.1) 714-741-5636 (CFC 7902.1) ‘
FIRE PROTECTION EQUIP. AND SYS. I:] }?i;ou\/igse(zé;}péo%/gegzcgkg;\et if more than 10 gal. flammable
[ ]Provide __extinguishers __2A10BC__40BC_K (CFC 1002.1) [ ] Provide approved safety containers(s) for flammable

liquids (CFC 1103.3.3.2)
MISCELLANEOUS

Lower storage __ 18" below sprinklers or __ 2' from ceiling

D Service and tag extinguisher(s) (CFC 1001.5.1)
[:] Hang extinguisher(s) 3.5'-5' from floor (Title 19, Sec.567.6)

[ ] Cleanfilters, ducts , hood above cooking surface (CFC 1005.2.8) (CFC 1103.3.3.2)

D Service auto-extinguishing system semi-annually (CFC 1005.2.8) l:l Secure compressed gas cylinders (CFC 7401.6.4)

[]5 yr certification on sprinkler/standpipe system (Title 19, Sect. 904) [ ] Post__Business License __Fire Department Permit
: (CFC 105.5) .

NO VIOLATIONS
ADDITIONAL VIOLATIONS AND/OR NOTES
% exbingidiers  Jue  July 2% q000.
%ﬁ)ﬂ”’d Slens cé‘,e/{’ﬁﬂrz o \ktle Qg

=7 : . - :
Business representative signature (AQ/& /4 /4%22‘/&:,«. Date 7” /ﬁ—()ﬁ;
Inspector 1D # _HRENNAN Date “7/ ! ‘3‘/ Lo

E\(Cleared llﬁ/ﬂg_ D Mailback carddue /[ D Re-inspectiondate [/ /

[JFinalNotice /1 .+~




File# 264
Fire District 2114
Inspector FPB  Shift N

NextInsp 7 /2005

FIRE SAFETY SURVEY
GARDEN GROVE FIRE DEPARTMENT

11301 Acacia Parkway, Garden Grove, CA 92842
Bus 714-741-5600 Fax 714-741-5640

Business Phone 714 903-9272

Occupant or DBA BRINKS, INC.

Address 7191 PATTERSON. =~~~ suite Zip 92841
Property Owner Gerald & Bronstein Phone
Phone 000 000-0000

Emergency Contact

TTiolapey

5 yr. Cert. 11/01/2004 Haz Mat [+

Group S3 Load 0 Sprinklers F/P/N F

Fire Permits
801031 HAZARDOUS MATERIALS use handhng or storage 491011 HOT WORK weldlng and cuttmg, 291021 MOTOR

VEHICLE REPAIR / SERVICING

An mspectlon at the above location/occupany revealed the followmg v:olatlons(s)
SIGNS ASSEMBLY OCCUPANCIES

D Provide address visible from the street (CFC 901.44) E] Post maximum occupancy load sign (CFC 2501.16.1)

[ ] Provide hazardous materials warning signs (CFC 8001.7) []Remove combustible decorative material (CFC 2501.5)
EXITS [:l Remove storage under stairway (CFC 1210.3)

|____| Provide approved panic hardware (CFC 1207.4) ELECTRICAL SAFETY PRE-CAUTION

[___] Remove locks, chains, bolts or bars from exit door (CFC 1207.3) D Discontinue use of extension cords (CFC 8506)
Keep 30" clear for access in front of electrical panel

D Remove exit door/hardware (CFC 1207.1) (CFC 8509.2)
Location - - D Provide/repiace electrical __cover __socket __power strip
[ ] Remove exit obstruction (CFC 1203) (CFC 8509.2)
Provide illuminated exit 8|gn(s) (CFC 1212.4) Location

el A /54
ACCESS Fe/ties Autss

[:I Provide outside Knox Box (CFC 902.4)
[:I Remove obstructions to fire apparatus access (CFC 902.2.4.1)

FIRE PROTECTION EQUIP. AND SYS.
D Provide ___extinguishers _ 2A10BC __40BC __K (CFC 1002.1)
E] Service and tag extinguisher(s) (CFC 1001.5.1)

l:] Hang extinguisher(s) 3.5-5' from floor (Title 19, Sec.567.6)

D Clean filters, ducts , hood above cooking surface (CFC 1005.2.8)

D Service auto-extinguishing system semi-annually (CFC 1005.2.8)

[] 5 yr certification on sprinkler/standpipe system (Title 19, Sect. 904) -

! NO VIOLATIONS
ADDITIONAL VIOLATIONS AND/OR NOTE

HAZ-MAT SAFETY PRE-CAUTIONS

D Complete Hazardous Materials Disclosure packet
714-741-5636 (CFC 7902.1)

D Provide approved cabinet if more than 10 gal. flammable
liquids (CFC 7902.5.9)

D Provide approved safety containers(s) for flammable
liquids (CFC 1103.3.3.2)

MISCELLANEOUS

Lower storage __ 18" below sprinklers or __ 2' from ceiling
(CFC 1103.3.3.2)

[:]. Secure compressed gas cylinders (CFC 7401.6.4)

l:l Post __ Business License __Fire Department Permit
(CFC 105.5)

Business representative signature /&% )Z@N\(\ Q__Q%%w\ Fra N Date
P

Inspector ID# _ /4548022 25’5)

Date__ £ -2-5 5"

'Cleared L1285 @fMailback carddue __ [/ |/

[:I Re-inspectiondate___/___/

/

—




- FIRE SAFETY SURVEY.
fi; GROVE FIRE DEPARTMENT

Bus 714-741-5600

11301 Acacia Parkway, Garden Grove, CA 92842
Fax 714-5640

File# 264
Fire District 2114

Inspector FPB  Shift N

NextInsp 7 /2004

Occupant or DBA BRINKS, INC.

Business Phone 714 903-9272

Address 7191 PATTERSON Suite Zip 92841
Property Owner Gerald & Bronstein Phone
Emergency Contact Phone 000 000-0000
Group  S3 Load 0 Sprinklers F/PIN 5 yr. Cert. 07/01/2000 Haz Mat [
— S —-TF‘_
Fire Permits A

801031 HAZARDOUS MATERIALS - use, handling or storage, 491011 HOT WORK - welding and cutting, 2901021 MOTOR

VEHICLE REPAIR / SERVICING,

An inspection"ét the above location/occupany revealed the following violations(s)

SIGNS
[] Provide address visible from the street (CFC 901.44)

D Provide hazardous materials warning signs (CFC 8001.7)
EXITS '

D Provide approved panic hardware (CFC 1207.4)

[_j Remove locks, chains, bolts or bars from exit door (CFC 1207.3)

D Remove exit door/hardware (CFC 1207.1)
~ Location

D Remove exit obstruction (CFC 1203)
l:l Provide illuminated exit sign(s) (CFC 1212.4)

‘ACCESS
D Provide outside Knox Box (CFC 902.4)
D Remove obstructions to fire apparatus access (CFC 902.2.4.1)

 FIRE PROTECTION EQUIP. AND SYS.

D Provide

[:I Serv:ce and tag extinguisher(s) (CFC 1001.5.1)
{ E] Hang extinguisher(s) 3.5-5' from floor (Title 19, Sec.567.6)
D Clean filters, ducts , hood above cooking surface (CFC 1005.2.8)

___extinguishers _.

D Service auto-extinguishing system semi-annualy (CFC 1005.2.8)
- 5 yr certification on spnnkler/standplpe system (Title 19, Sect. 804)
D NO VIOLATIONS “’w } ;’) 25 } A0J ‘l
ADDITIONAL VIOLATIONS AND/OR NO

2A10BC __40BC _K (CFC 1002.1)

ASSEMBLY OCCUPANCIES
D Post maximum occupany load sign (CFC 2501.16.1)

D Remove combustible decorative material (CFC 2501.5)
D Remove storage under stairway (CFC 1210.3) *

ELECTRICAL SAFETY PRE-CAUTION
D Discontinue use of extension cords (CFC 8506)

B - Keep 30" clear for access in front of electrical panel
(CFC 8509.2)

D Provide/replace electrical __cover __socket __power strip
(CFC 8509.2)

Location

HAZ-MAT SAFETY PRE-CAUTIONS

' Complete Hazardous Materials Disclosure packet }
'714-741-5636 (CFC 7902.1)

D Provide approved cabinet if more than 10 gal. flammable |
~ liquids (CFC 7902.5.9)

Provide approved safety containers(s) for flammable
liquids (CFC 1103.3.3.2)

MISCELLANEOUS
Lo’Wer storage __ 18" below sprinklers or __
~ (CFC 1103.3.3.2) ’

L__I Secure compressed gas cylinders (CFC 7401.6.4)

__Fire Department Permit

2" from ceiling

'Post __Business License
(CFC 105.5)

\\\ 07 - M Y?

L (Jf\f ATEANEV R Ll

‘/ i m‘»(;/ﬂ

e

3usiness representative signature i

: / / < n

Date /

Inspector ID # “7/() | ndeiny

}

ﬁared7 /27/ DL{Z . Mallback card due _{_J

o
' |:] Re-inspectiondate___ / __ /

/
Date ,,7/) 7 / // i/

1

e




Inspection Information for~7191 PATTERSON Dr ,92841 District-2114

Refer to FP ] ' ' ¥ In Disclosure Program File # 264
Area Inspector PC Pat Collins Station/Div Bureau Self -Insp Y/N: N
Inspector FPB  FPB Shift N InspectorEPS JH Jim Hughes Fire District 2114
StartDate 7/24/02 Freq 12 NextFD Insp Date 7/ 2003 Freq 36 NextEPSinspDate 5/ 2005
Business Information -~ -~ o g
Business Narhe BRINKS INC Business Phone 714 903-9272
Address 7191 PATTERSON Dr Fax No.
I
Complex name E-Mail
Business Owner Brink's Incorporated Home Phone 714 903-9272 Cell
Emergency Contact One Phone A14-840-6156 Cell
Emergency Contact Two . Phone Cell
Inspection Contact ‘T() g\ A /Q/IQ\/ Ly Inspection Contact Phone/Ext.
Bus. Lic # 148269 Exp. OO/OO/OO/ Occ. Load 0 Group S3 Business Type
Bu:ldmg Information ‘A : T s —_— T k
Property Owner Name Gerald & Bronstein Property Owner Phone
Property Owner Address City,St, Zip

FDC Location Sguth 5(& (5'@ éuﬁ) . Gate Access Code Fire Alarm Code 704 placard
- -

Construction Type Stories 0 Building Sq. Ft. 0 Unit Sq.Ft. 0

# of Units in Building ~ Common ;Abttlc Roof Type # of Employees (2 (3

Sprinklers (F/P/N) W 5 yr Test Date W Superv Alarm (Y/N) i

Protection Systems A {J]

Pvt. Hyd 2 yr. test  gp/00/00 No of Private Hydrants : 0
Pvt. Hyd 4 yr. test  00/00/00 Water district

S ‘ VlSlts :. g . , ,‘ - '”"chi'bk'Bb)‘('ésﬁ
07/24/2002 1705 No Vlolatlons

No ol o s

P ¢ .. Special Information =~~~ R Responding Unit Comments -
%&"'74}’[’/&/ 09@({44@}\ Tﬁ'\/"k FP‘F (V\_,LJ) u
dmms of ol (frangmason i r 570/"”"”9’“"”*’)
" Permit Information” 7 T VIS AT T

801031 HAZARDOUS MATERIALS use, hand!mg or storage
491011 HOT WORK - welding and cutting
291021 MOTOR VEHICLE REPAIR / SERVICING

e . e . t
Visit Info-Date (47 /l_(_/ 0% Employee No./705 Name \{j/\a/c’w,?g/ Type Disp Hours Spent

&Qﬁj{/gﬂ/ L (N@I i ere™ fj//




CITY OF GARDEN GROVE

FIRE  PERMIT

Insp No: 020605 " POST IN A CONSPICUQUS PLACE
FIRE DEPARTMENT
Occ. Class: g3 11301 Acacia Parkway
Garden Grove, CA 92840
Occ. Load: Permit Code  Permit Description (714) 741-5600
291021 MOTOR VEH. REPAIR & SERVICING
Permit Location: 491011 HOT WORK ID No: 1705
BRINKS 801031 HAZARDOUS MATERIALS
7191 PATTERSON DR Issued: 07-24-02
GARDEN GROVE CA 92841
Expires: 07-31-03
Bus Lic: 148269
THIS PERMIT MAY BE REVOKED FOR VIOLATION OF THE FIRE CODE OR NON-PAYMENT OF FEES.
- Fold Here
Permit Code Conditions of Permit Fee
251021 OPERATION OF A BUSINESS FOR THE PURPOSE OF REPAIRING OR 90.00
SERVICING MOTOR VEHICLES SHALIL COMPLY WITH ALI, APPLICABLE
STATE AND LOCAL CODES
491011 THE PERFORMANCE OF WELDING AND CUTTING OPERATIONS SHALL 60.00
COMPLY WITH ALL APPLICARLE STATE AND LOCAI, CODES.
801031 USE, HANDLING OR STORAGE OF HAZARDOUS MATERIALS SHALL COMPLY 00.00
WITH ALL APPLICABLE STATE AND LOCAL CODES.
4 A6 142002
VDT 750 ~
TOTAL AMOUNT DUE. .. .. 150.00

Post the upper portion in a conspicuous place.
PAGE 1 OF 1

------------------------- Cut Here -------------------—--— Cut Here ---------~==---=---o--

Return this portion with payment in envelope provided.
MAKE CHECKS PAYABLE TO THE CITY OF GARDEN GROVE

PAYMENT DUE 08-23-02

PENALTIES AND INTEREST WILL BE ASSESSED AS OF 09-22-02

Business Phone:

TOTAL AMOUNT DUE..... 150.00
903-9272
Billing Address: Permit No: Permit Location:
BRINKS INC 020542 BRINKS
7191 PATTERSON DR 7191 PATTERSON DR

GARDEN GROVE CA 92841 GARDEN GROVE CA 92841

ES-<4401 (4/99)




FIRE SAFETY SURVEY COMPANY : FPB.
Garden Grove Fire Department QUARTER : 2/02
11301 Acacia Parkway, P.O. Box 3070 DISTRICT : 2114

Garden Grove, CA 92842 (714) 741-5600 INSP# : 020605
LAST INSP: 07/09/01
ADDRESS: 7191 PATTERSON DR SUITE: INSP ID : 5190
BUSLIC : YES/NO
DBA: BRINKS PAGE : 1 OF 1
ADDRESS INFO : Date _ 7 /24,0%
Responsible Party Information: Occupancy Information:
OWNER: BRINKS INC. GROUP: S3 LOAD :
ADDRESS: 7191 PATTERSON DR EXTNG.REQ 7 ON.HAND 7
CITY: GARDEN GROVE CA 92841 SPRINKLERS : YES
BUS PH: 903-9272 EMER PH: 840-6150 5 YR CERTIFICATION: 7-13-00
Fire Permits: FDC LOCATION: SOUTHEST CORNER
MOTOR VEH. REPAIR & SERVICING 2\}e2 (
HOT WORK U\ e\ |
Hee WNAX™ ovios [ HAZARDOUS MATERIALS<¥ES7NO

HAZMAT INVENTORY ACCURATE : STESANO

AN INSPECTION OF YOUR OCCUPANCY REVEALED THE FOLLOWING VIOLATIONS:

EXIT SIGNS [ urc 12124 Exit signs shall be internally or externally illuminated.
EXITS ] urc 1203 All required exit doors shall be unobstructed and operational at all times.
[ urc 8s06.1 Extension cords shall not be used as a substitute for permanent wiring.
ELECTRICAL . ] urc 8507 Multi-Plug adapters that do not comply with the Electrical Code are prohibited.
FIRE [0 urc 1001.5.1 Have your fire extinguisher(s) serviced annually by a State Fire Marshal-licensed business.
EXTINGUISHER(S) 1 urc 10021 Install fire extinguisher(s) of a rating.
NO VIOLATIONS 4
Code Cogxments
A reinspection will be conductedon _ ;  ; MBCC: Yes/ No Cleared 77 ;| 2 ‘/_r::st
Inspector { ID Received by (]
UFC 1212.4 EXIT SIGNS SHALL BE INTERNALLY OR EXTERNALLY ILLUMINATED.
UFC 8507 MULTI-PLUG ADAPTERS THAT DO NOT COMPLY WITH THE

ELECTRICAL CODE ARE PROHIBITED.

F5-4301 (4/99)




CITY OF GARDEN GROVE

FIRE  PERMIT

POST IN A CONSPICUOUS PLACE

Permit No:

010313

Insp No: (010616
FIRE DEPARTMENT
11301 Acacia Parkway
Garden Grove, CA 92840

(714) 741-5600

Occ. Class: g3

Occ. Load: Permit Code  Permit Description

291021 MOTOR VEH. REPAIR & SERVICING
Permit Location: 491011 HOT WORK ID No: 5190
BRINKS
7191 PATTERSON DR ’ Issued: 07-30-01
GARDEN GROVE CA 92841 el e
NG S Bxpires:  07-31-02
[ R S I : ’
ANV o :
Bus Lic: 148269
THIS PERMIT MAY BE REVOKED FOR VIOLATION OF THE FIRE CODE OR NON-PAYMENT OF FEES.
. Fold Here
Permit Code Conditions of Permit ’ Fee
291021 OPERATION OF A BUSINESS FOR THE PURPOSE OF REPAIRING OR 85.00
SERVICING MOTOR VEHICLES SHALIL COMPLY WITH ALL APPLICABLE
STATE AND LOCAL CODES
491011 THE PERFORMANCE OF WELDING AND CUTTING OPERATIONS SHALL 55.00
COMPLY WITH ALL APPLICARLE STATE AND LOCAL CODES.
£2/03/ %7, AL 797 77
| J— ”
}”ﬁ 2\ 0 [r
- SEP 2 7 2001
I b
0007073399 Zi7 -
TOTAL AMOUNT DUE.. ... 140.00 =

Post the upper portion in a conspicuous place.
PAGE 1 OF 1

R RCEE TSR PR Cut Here ------=r---msmmmmmmeeen Cut Here ----~--=-r=msommmeoee
Return this portion with payment in envelope provided.
MAKE CHECKS PAYABLE TO THE CITY OF GARDEN GROVE

PAYMENT DUE 08-29-01

PENALTIES AND INTEREST WILL BE ASSESSED AS OF 09-28-01

Business Phone:

TOTAL AMOUNT DUE..... 140.00
903-9272
Billing Address: Permit No: Permit Location:
BRINKS INC. 010313 BRINKS

7191 PATTERSON DR
GARDEN GROVE CA 92841

F5-4401 (4/99)

7191 PATTERSON DR
GARDEN GROVE CA 92841




FIRE SAFETY SURVEY COMPANY FPB.
Garden Grove Fire Department QUARTER 2/01
11301 Acacia Parkway, P.O. Box 3070 DISTRICT : 2114
Garden Grove, CA 92842 (714) 741-5600 INSP# 010616
LAST INSP: 06/21/00
ADDRESS: 7191 PATTERSON DR SUITE: INSP ID 5130
BUSLIC YES/NO
DBA: BRINKS PAGE 1 0OF 1
Woarg
ADDRESS INFO pate 7 151 18\
Responsible Party Information: Occupancy Information;
OWNER: BRINKS INC. GROUP: S3 LOAD:
ADDRESS: 7191 PATTERSON DR EXTNG.REQ 32'7« O‘I\\T . HAND 7
et}
CITY: GARDEN GROVE CA 92841 ' |SPRINKLERS : YES
BUS PH: 903-9272 EMER PH: 840-6150. 5 YR CERTIFICATION: 7-13-00

Fire Permits:
MOTOR VEH. REPAIR & SERVICING

HOT WORK
HAZARDOUS MATERIALS:

~|FDC LOCATION: SOUTHEST CORNER

YES/NO
HAZMAT INVENTORY ACCURATE: YES/NO

AN INSPECTION OF YOUR OCCUPANCY REVEALED THE FOLLOWING VIOLATIONS:

EXIT SIGNS \&UFC 1212.4 Exit signs shall be internally or externally illuminated.
EXITS [ urc 1203 All required exit doors shall be unobstructed and operational at all times.
[J urc 8506.1 Extension cords shall not be used as a substitute for permanent wiring.
ELECTRICAL . . . o
: ] urc 8507 Multi-Plug adapters that do not comply with the Electrical Code are prohibited.

FIRE N. urc 1001.5.1 Have your fire extinguisher(s) serviced annually by a State Fire Marshal-licensed business.
EXTINGUISHER(S) D UFC 1002.1 Install fire extinguisher(s) of a rating.
NO VIOLATIONS |
Code Comments | ’)

PR\ naoehs |, 4 L \ ho = A QAL T4 Y (INNT 17 | i

it " slepl\ Do gl y llominale ./
::I_ /Ey _(Z\ MBCC: Yes/No Cleared ]

A reinspection will/@e conducted on

Tievarg / Wndaker

WM ey 2

Received by 7\

510
D

Inspector )/

T~

PROVIDE YEAR CERTIFICATION FOR FIRE SPRINKLER

SYSTEM.

UFC 1001.5

UFC 1212.4

F5-4301 (4/99)

EXIT SIGNS SHALL BE INTERNALLY OR EXTERNALLY ILLUMINATED =




g et o

ACTION FIRE PROTECTION License #368459
11120 WESTERN AVENUE INSPECTION REPORT Cc-16
STANTON, CA 90680
714 894-1365 Fax (714) 898-0486 Page | of &/
o DW-# 7299/
Type Maintenance Only (Include all item not asterisked).
ﬂg Service®* (all items with asterisk-in additiom- to all maint. items)
OWNER /3;//\//{5 DATE 7-/2-00
ADDRESS 7/ @/ fA777=2So047 D°. SYSTEM TYPE(s) (/&7 /VOL S .Ls
& ‘sysEA

CITY _SARPEN Groves LA

DATE OF INSTALLATION /27§
. A} A
DATE OF LAST MAINTINANCE Jgprn PO  MAINT. REQUIRED HOW OFTEN Jwwpisecy

ire department belore

rh

station and/or

* CAUTION: Iotlfy alarm raceiviag
bezinniaz system tasts.
A, GENERAL:
l. Fire Marshell . (=, , Deot . Erpu- ,ge,_cyfmpgd/ D0 . 520 - 44244 )
2. Bldg. tyve’'use ger & ~ pASs Occupancy
3. Is building used according to gzivea occupancy? /=51
4, Is occupancy same as previcus inspeccion? 77593
5. Are all svsczams in service? Q@?S
6. Are all firs protection svstasms same as last ianspection? éﬁfi
7. Is buildinz completely sprianklerad? veS
8. Ara all new additions and/or buildiaz changes properly
protacted? YES
9. Is all stock or storage properly below sprinkler pipiag? /Z=51
10. Is property Zree of fires siace iLast Zanspection? GZéif
7
8. WET ©2I2FE SPRINXLER SYSTEMS:
. Fire department connection:
Are inlat caps ia place? WES
Are coupliangs in good conditica? es
Are gaskats missing or deterioratad? " Pa7%
Are clapper valves closed comDTately? VESs
Any visidble or exterior obstructiocns? NO
Are I.D. sigas ina place? WYES
® Back rflush to insure that there ar2 no obstruccions /Es

™~

ontrol valves:

. Is any valve leaking? NO
Are all valves secured ian open position? Es
Any visible or exterior obstruction? A
Are all control valves provided with I.D. signs? =N
All supervisory devices shall be tested to insure proper
functioniang and that the alarm is transmitting to the

-Lc
appropriate location. é%?f

D Ao ElO 6 mo AN oes|m

’*

3. Riser: g
a. Is any connection leaking? NO
NO

b. Any visible or exterior obstructions?

c. Bracing damaged? AO
4. Gauges:
AC

Any gauge damaged?

b. Any gauge valve turned off?
c. System pressure 702,85 Supply pressure éO/_BS
d

A test gauge shall be lnstalled at test gauge outlet
T P

[+V)

L M T e e e e o

P 1_,_---_._'_-




CIDTDIIINGT D e oA ua

INSPECTION REPORT (CONTINUED) PAGE 2 of :2
' ' DW-# /
5. Sprinklers: ‘ 7297
a. Are all sprinklers free of obstruction, corrosion,
paint or leaks? ¥ A0

b. Any sprinklers installed in incorrect position -

upright or pendent? AL

c. Are extra sprinklers and wrench available? Zs
'd. Are extra sprinklers available in adequate number as .
to required oriface size and temperature rating? =31
e. Other, describe in Comments Sheel......eeieseonorsoacosossosonnsns
6. Gravity tank, Suction tank or Reservoir supply:
a. Is the vessel damaged? A/A
b. Is the water level adequate? 2t

¢. Is the water free of debris or other agents that may
restrict flow?
* d. Test Aucomatic filling system for proper operation. 2
D

27

7. Pressure tanx supplv:
a. Is the tank damaged? A /A
b. Is the watar level adequate? 2/
c. Is the prassure level adequate? /
* d. Test the water and air pressure gauges and automatic ”
filling for proper operation during system flow.
8. Detection davicas, as applicable: //

a. Is air piping 1n good condition?
b. Are heat actuation devices damaged?
c. Is electrical wiring syvstem damaged?

7
[

#9., Post Indicating valves, underground gate valves aad

0.S. & ¥ valves:
a. Operate and =sxamine for damage. Goo D

ny
an

#10. Main drain test:
lve and vecord pressure. JOLBS

#|]1. Inspector's

a. Close va
b. Fully open valve and observe how quickly prassure
restored to determine 1f there are any closed valves

or obstructiocns in water supply.line.
¢. Record water pressure with valve fully open.

is

o/

test valve:

a. Systam's audible device shall be activated within
90 sec. of valve opening.

b. All svstem flow switches shall be activated with
flow from valve opening.

BE §

#]2. Fire pumps, 1f any, shall be flow tested. If the pump

performance characteristics as tested are more than
107 below the manufacturer's certified shop test
characteristic curve or as specified on the pump
housing the pump shall be repaired and restored

to it's original condition. NOTE! Do not draw
residual pressure on pump below 20 p.s.i. when
damage to the public mains may occur.

_wila
*13. Pump supervisory devices:
__.AZA‘I___
n

a. Test to determine proper functioning.
b. Is alarm transmitting to the appropriate location?

*CC

*

*

Dry pipe, deluge, pre-action, dry pipe, pre—action combination
systems, fixed water spray systems, deluge foam-water sprinkler
Systems and foam water spray systems:
l. Deluge, pre—action or dry pipe valve:

a. Inspect to insure proper working order. ) A/

2., Alarm bell test:

NN




’ : INSPECTION REPORT (CONTINUED) PAGE 3 of v

DW-# 7299)

a. Open valve*-systems audible device shall
activate within 90 seconds. /VAQ
b. ALl system flow switches shall also be activated. /
#*NOTE! Usiag the Inspector's test valve on a dry pipe,
pre—action or deluge system will cause the system
to trip. Therefore, in order to conduct an alarm
bell test, use the alarm test line on above systems.
*3. Air Compressor: Test for proper operation. 4//2
*4. Quick ovpening devices: Test. for proper operation. 2
*5. Deluge, pre-action or dry pipe valves: Shall be tested
ANNUALLY. The trip test shall be conducted by activating //
the supplemental fire detection system. AV/A
*6. Drv pipe valwas:Shall be inspected to insure protection
from freezliag. A//g
Jdisclaimer of warwancov: Laspection of Ethe "vstam( ) herein tastad
iadicated only tzat sa.d system complies with the specificatioans
0Z the Stata Fire Mzzshall, the Unifcrm Code and other applicabla
Tegulations, and Licaznsas specifically disclaims any warrantiass,
axpress or implisd, that said system is frze from actual or potencial
defects. Further, Licensee specifically disclaims rasponsibility for
any and all damagas caused or alleged caused to persons or property
as a rasul:t of tha oparation of said svstem, or as a raesult of anjg
de t ia said svstem or i1z any of its component parts.

Tabie 3-i6.6.1 Tempernmure Ratings. Classifications,
and Coior Codings

Temperature
Rating Temoperamure Coior Giass Buib
°C Classincation Code Coiors
37w 77 Ordinary Uncotores Orange or Reg
T ‘0/ Intermeniate White Yetlow or Geeen
"' w 149 Hign 3lue Slue
163 1w (91 Zxtra-Hign Rea Purpte
2040 246 Verv Exwra-clign Geeen Blacx
250 w 302 Ultra-dign Orange  Blacx
343 Clira-Hign Orange  Blacx

a a P
3-16.6.2  Ordinary temperature rated sprinkiers shail be
used throughout oundmgs

Ezception No. 1: Where maximum ceiiing tempera-
tures exceed 100°F (38°C), sorinkiers with temperature
ratings in accordance with the mazimum ceiiing temger-
atures of Table 5-16.6.1 shall be used.
Exception No. 2: Intermediate and high-temperature
sorinklers may be used througnoutr Ordinary and- Extra
Hazard Ocmﬂanaes
Exception No. 3: Sprinklers of intermediate and high

temperature classzfications shail e installed in specfic
locations as reauzred oy 3-16.5.5.
Exzception No. 4:  When permitted 3y otiier NFPA4 stan-

dards.
IF LAST PAGE WRITTEN BY:




EXPLANATIONS AND/OR COMMENTS DW-# 7299 PAGE_zof Z
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BRINKS INCORPORATED
7191 PATTERSON DRIVE
GARDEN GROVE, CA 92841

Complaint taken Thursday, April 22, 1999. Caller requested to remain anonymous and
suggested trying to enter building in the side area by the parking compound. Also, caller
stated they will try to delay you and move things around before you go in.

1.

2.

10.

11.
12.
13.

14.

15.

16.

17.
18.

19.

- 20.

Small rooms have been built inside the structure.

. Shelving has been installed that will block the flow of sprinkler heads.

Charcoal and lighter fluid are stored in the telephone closet.
Forklift uses propane tanks, stored/used properly?

Inspect ATM supply room, paper supplies.

Containers of gasoline and diesel fuel located at the back door.
A new mechanic has been hired who now does oil changes.
Employees smoke in the bay area of the building.

The saw dust used for oil spills is thrown into the trash container.

Restrooms do not flush properly. A wet/dry vacuum is kept in this area for use when
needed.

Poor housekeeping.
Are the aerosol cans of freon, engine cleaners, etc. stored properly?
Bay area - trucks are kept inside at night.

The fleet fuel truck comes into truck bay and refuels inside the building (mostly
diesel).

Dry wall has been installed and an employee fell through (office area).

Fire Exit/Exit Door?: In the hallway by the manager’s office on west side of the
building was a coffee room. This is now the women’s locker room that goes into the
men’s restroom/break room. Was this area originally an exit door?

The trash in the building stinks.
There are approximately 100 employees, smoking is allowed in the building.

Concerned about if hazardous materials are used and stored properly in the
building.

There are metal things that come up in the floor that people can trip over.




GARDEN GROVE

FIRE DEPARTMENT

HAZARDOUS MATERIALS
DISCLOSURE PROGRAM

REPORTING FORMS PACKET
SHORT VERSION

FOR OFFICIAL USE ONLY

FACILITY ID NO. 264

BUSINESS NAME Tsundes Oue,
BUSINESS ADDRESS 119 | Paltaiwoom D

APPROVED BY ( DATE  B[z01

NEW BUSINESS O YES ONO UPDATE

PICK __ 4D _ BUSLIST _ CALARP: _ CUPA: _ GIS o

FEE

Revised 2/2007




12:26 7149839261 PAGE 81/81

CiTy OF GARDEN GROVE FIRE DEPARTMENT
11301 Acacia Parkway, Ganden Grove, CA 52842 (714) 741-5600 (714) 741-5636

Hazardous Materials Business Information Form

Page of 3

BUSINESS INFORMATION. /5 v o
Giir BEGINNING DATE ENDING DATE

(Sl!F"P? A
. — | -BUSINESS NAME .. P R i B 4 | BUSINESS PHONE
I “‘Efu nks - The i Y4 -903-9272
- | BUSINESS SITE ADDRESS . _— . s . ) S . 8
"""" R e q\ ?q**ﬁ Senn D{‘ ,

oY ) 7 STATE 6 | ziP o

GARDEN GROVE CA 92841
DUN & BRADSTREET - . 10 | SIC CODE (4 DIGIT 11 | FIRE DISTRICT 12
COUNTY 1
ORANGE
BUSINESS OPERATOR NAME 14 | OPERATOR'S PHONE 15

o . BUSINESSOWNER -
OWNER MAILING ADDRESS 18

ey STATE 20 [ zip 21

ENVIRONMENTAL CONTACT

CONTACT NAME

CONTACTMAILING ADDRE! D .
r -

A

STATE 2

i

25

cny

t
wauv\

PRIMARY

AW g g ity 2n

EMERGENCY CONTACTS SECONDARY

Ex]

NAME P . ' _ 28 | NAME
| TITLE 28 | TITLE ) 34
R \
RUSINESS PI : 30 | BUSINESS PHOI 35
/ 2 €32)02 72 &Y 210l
24-HR, PHON ’ 31 | 24-HR, PHONE %
- {108 ' 2208
PAGER # 32 | PAGER® 7

ADDITIONAL LOCALLY COLLECTED INFORMATION .

DESCRIBE THE TYPE OF BUSINESS OPERATION: 28 | TOTAL#OFEMPLOYEES @ 18
/4V'M 7

. oved -&gnzpnr{'a.{-\'en

BILLING ADDRESS (IF DIFFERENT FROM ABOVE} 40 ATEN'UQN A1
: 5g«se a§ Above_ Sy Managey]
PROPERTY O RNAME\ # s 4 [ nooress a3 | pHONE 7 [
eca\d € Bronsteln

Certification: Basad on my inquiry of those individuals res;ﬁonsible for obtaining the information, | certify under penalty of law that |
have personally examined and am familiar with the information submitted apd believe the information is true, accurate, and complete.
SIGNATURE OF OWNER/OPERATOR OR DESIGNATED REPRESENTATIVE 45 | DATE - 4
-1~
NAME OF SIGNER (print) E LS "a7 | NAME OF DOCUMENT PREPARER (print 49
Can o ?‘ suvA ' .

TITLE OF SIGNER e m 48 | TITLE OF DOCUMENT PREFARER . : 50
Clly aneger
Bissiness Info Form 71— 0308903 |\

Received Time Aug. 11, 2011 1:09PM No. 3472




UNIFIED PROGRAM CONSOLIDATED FORM
FACILITY INFORMATION

BUSINESS ACTIVITIES

Page 1 of _[__

I. FACILITY IDENTIFICATION
FACILITY ID# 1. | EPA ID # (Hazardous Waste Only)
( A L {()('“‘.C‘s'.—) 2 2’ ('C>(\
BUSINESS NAME (Same as FACILITY NAME or DBA-Doing Business As) g 2 M-S { }\[ C. 3.

A PaTTERSoN DR QARDEN GRovE  CA Fi70F
II. ACTIVITIES DECLARATION

NOTE: If you check YES to any part of this list, .-

please submit the Business Owner/Operator Identification page (OES Form 2730)
Does your facility... If Yes, please complete these pages of the UPCF...

A. HAZARDQUS MATERIALS
Have on site (for any purpose) hazardous materials at or above 55
- gallons for liquids, 500 pounds for solids, or 200 cubic feet for
compressed gases (include liquids in ASTs and USTs); or the
applicable Federal threshold quantity for an extremely hazardous
substance specified in 40 CFR Part 355, Appendix A or B; or handle
radiological materials in quantities for which an emergency plan is
required pursuant to 10 CFR Parts 30, 40 or 70?

W]YES [JNO 4|« HAZARDOUS MATERIALS INVENTORY -
CHEMICAL DESCRIPTION (OES 2731)

B. UNDERGROUND STORAGE TANKS (USTs)
1. Own or operate underground storage tanks? [:] YES \g NO 5.1 USTFACILITY (Formerly SWRCB Form A)
 UST TANK (one page per tank) (Formerly Form B)
2. Intent to upgrade existing or instail new USTs? [1YEs m NO 6.| « USTFACILITY '
« UST TANK (one per tank)
v UST INSTALLATION - CERTIFICATE OF
o COMPLIANCE (one page per tank) (Formerly
K Form C)
3. Need to report closing a UST? [JYES K] NO 7.1 UST TANK (closure portion-one page per tank)
C. ABOVE GROUND PETROLEUM STORAGE TANKS (ASTs) 'V
Own or operate ASTs above these thresholds:
- any tank capacity is greater than 660 gallons, or []YES ﬁ NO 8. | /' NO FORM REQUIRED TO CUPAS

- the total aggregate capacity for the entire facility (ASTs, drums and

] portable containers) greater than 1,320 gallons?

D. HAZARDOUS WASTE

1. Generate hazardous waste? mYES [INO

2. Recycle more than 100 kg/month of excluded or exempted recyclable ||{ ] YES E NO 10.
materials (per HSC §25143.2)7

EPA ID NUMBER - provide at the top of this page
RECYCLABLE MATERIALS REPORT
{one per recycler)

NS

3. Treat hazardous waste on site?
TREATMENT - FACILITY

(Formerly DTSC Forms 1772)

v ONSITE HAZARDOUS WASTE
TREATMENT - UNIT (one page per unit)
(Formerly DTSC Forms 1772A,B,C,D and L)

O 12. | 4/ CERTIFICATION OF FINANCIAL

ASSURANCE (Formerly DTSC Form 1232)

O 13 |/ REMOTE WASTE/CONSOLIDATION SITE

0]

[JYES %NO 11. | " ONSITE HAZARDOUS WASTE

4. Treatment subject to financial assurance requirements (for Permitby | [] YES
Rule and Condition Authorization)?

Mw
5. Consolidate hazardous waste generated at a remove site? []YES 'R'N
$| N

ANNUAL NOTIFICATION (Formerly DTSC

Form 1196)

14. | ' HAZARDOUS WASTE TANK CLOSURE

CERTIFICATION (Formerly DTSC Form 1249)
15.

6. Need to report the closure/removal of a tank that was classified [1YES
waste and cleaned onsite?

. LOCAL REQUIREMENTS

m

(You may also be required to provide additional information by your CUPA or local agency.)




FORM 3

CALIFORNIA CHEMICAL INVENTORY FORM — DESCRIPTION PAGE

m CJADD OIDELETE [CJREVISE [INO CHANGE PAGE () OF
BUSINESS NAME w| BriNee, TN C

RIEMGAZEATION 10| Parrewesd DA

MAP # (if more than one) (s) GRID# /l -

CHEMICALNAME | MuToR Ol TRADE SECRET @y| OY BN
COMMON NAME @ MOTo_ 01 AHM/*EHS | Y [;( N

CAS #

FIRE CODE
HAZARD CLASSES*

*IF EHS BOX IS “Y”
ALL AMOUNTS MUST BE IN LBS

(10)

(13)

*COMPLETE BLOCK (13) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

TYPE s | PURE [J MIXTURE [ WASTE CHECK IF RADIOACTIVE 150 | (1g)
PHYSICAL STATE on |OsoLD XLiQuib - O GAS CURIES
FED HAZARD
CATEGORIES ) [JFIRE [0 REACTIVE [JPRESSURE RELEASE [JACUTEHEALTH [J CHRONIC HEALTH
STATE WAS XGAL OCUFT .
DAYS ON SITE 20| J6s” *If EHS, amounts must be in Ibs. AVG DAILY AMT (24) H)O
LARGEST .
CONTAINER @ |55 qg ), ANNUAL WASTE AMT 25
STORAGE (26 | J ABOVE GROUND TANK - INSIDE [JCAN 0 BOX(S) ] TANK WAGON
CONTAINER [0 UNDER GROUND TANK ] CARBOY J CYLINDER [0 RAIL CAR
TANK INSIDE BUILDING JSILO [0 GLASS CONTAINER
STEEL DRUM [JFIBERDRUM [J PLASTIC CONTAINER [J Other
v [(J PLASTIC/NONMETALLIC DRUM [0 BAG(S) O IN MACHINERY OR EQUIP.
PRESSURE
STORAGE @1 YAMBIENT [J ABOVE AMBIENT [ BELOW AMBIENT
STORAGE
TEMPERATURE (28) [P AMBIENT [] ABOVE AMBIENT [] BELOW AMBIENT [ CRYOGENIC
29) % WT (30) HAZARDOUS COMPONENTS @31) EHS/AHM (32) CAS #
1. Oy [ON
2. gy ON
3. Oy [ON

s ADDITIONAL LOCALLY COLLECTED INFORMATION
*COMPLETE BLOCK (33) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

NFPA CLASSIFICATION NFPA 704 HAZARD DIAMOND
FIRE RED
UN/DOT # Y]
Refer to shipping papers or MSDS

DOT HAZARD CLASS HEALTH =3 Q@ & REACTIVE

Refer to shipping papers or MSDS BLUE @ YELLOW
UFC HAZARD CLASS .

SPECIAL A K WHITE
HAZARD OXTL

MAKE AS MANY COPIES OF CHEMICAL INVENTORY FORM AS NEEDED

Page 13




FORM 3

CALIFORNIA CHEMICAL INVENTORY FORM - DESCRIPTION PAGE

m OADD [ODELETE [OREVISE [JNO CHANGE PAGE (» OF 3

BUSINESS NAME w| BriINkSs , ThlC
A o Ensy @] 719 PATTERcor DA,

MAP # (if more than one) () GRID# @ q -A
CHEMICAL NAME ® | WeeDd METR- &1L TRADE SECRET uy| OJY [ON
COMMON NAME (9 u—gt'_D oToR &1 i AHM/*EHS (1] OJY [ON
CAS # (10) *IF EHS BOX IS “Y”

ALL AMOUNTS MUST BE IN LBS
FIRE CODE 43)

HAZARD CLASSES*

*COMPLETE BLOCK (13) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

TYPE (9 |JPURE_ [0 MIXTURE { WASTE |  CHECK IF RADIOACTIVE 1[0 [ (19~
PHYSICAL STATE an |0 soLD WLiouip O GAS CURIES
FED HAZARD
CATEGORIES ue [CJFIRE [JREACTIVE [JPRESSURE RELEASE []ACUTEHEALTH [J CHRONIC HEALTH
X GAL OJCUFT
ggpgg WASTE wa | N UNITS @2 []1BS [ TONS MAX DALY AMT e3f ||
DAYS ON SITE ) P65 *If EHS, amounts must be in [bs. AVG DAILY AMT (24 5(7
LARG
e IER @ |55 gal, ANNUAL WASTE AMT  (25)
STORAGE 26 | J ABOVE GROUND TANK - INSIDE  [J CAN 0 BOX(S) ] TANK WAGON
CONTAINER [0 UNDER GROUND TANK OCARBOY  [JCYLINDER [J RAIL CAR
[] TANK INSIDE BUILDING 0 sILo [J GLASS CONTAINER
[RSTEEL DRUM C]FIBERDRUM [] PLASTIC CONTAINER [ Other
- b [0 PLASTIC/NONMETALLIC DRUM  [J BAG(S) [J IN MACHINERY OR EQUIP.
PRESSURE
STORAGE~~+ " (@ [JAMBIENT [J ABOVE AMBIENT [] BELOW AMBIENT
. STORAGE
\_TEMPERATURE .~ @ |CJAMBIENT [JABOVEAMBIENT [JBELOWAMBIENT [JCRYOGENIC
@) % WT (3 HAZARDOUS COMPONENTS (31) EHS/AHM (32) CAS #
1. 1y [ON
2. gy ON
3. Oy [ON

s ADDITIONAL LOCALLY COLLECTED INFORMATION
*COMPLETE BLOCK (33) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

NFPA CLASSIFICATION NFPA 704 HAZARD DIAMOND
FIRE RED

UN/DOT # N
Refer to shipping papers or MSDS
, HEALTH = Q @ & REACTIVE

DOT HAZARD CLASS
Refer to shipping papers or MSDS BLUE Q YELLOW

SPECIAL A R WHITE
HAZARD OXIW.

MAKE AS MANY COPIES OF CHEMICAL INVENTORY FORM AS NEEDED
Page 13

UFC HAZARD CLASS :




CALIFORNIA CHEMICAL INVENTORY FORM - DESCRIPTION PAGE

FORM 3

m CJADD [ODELETE [JREVISE [ONO CHANGE PAGE (2 OF 3
BUSINESS NAME o| BriNes , Thlc
N
GHEMIGALLOGATION @ 19| PATTeRrcor DA
MAP # (if more than one) (s GRID# q_g
CHEMICAL NAME @| T earlemisaion] RLo1D TRADE SECRET uqy| OY }Q”N
AHM/*EHS wa) Y gN

COMMON NAME

CAS #

FIRE CODE
HAZARD CLASSES*

TYPE
PHYSICAL STATE

FED HAZARD
CATEGORIES

STATE WASTE
CODE

DAYS ON SITE

LARGEST
CONTAINER

STORAGE
CONTAINER

PRESSURE
STORAGE

STORAGE
TEMPERATURE

299 % WT

1.

2,

&)

TPARNS Y 180,

ol FlLuiD

(10)

*IF EHS BOX IS “Y”
ALL AMOUNTS MUSTBE INLBS

(13)

(14)

' PURE [ MIXTURE []WASTE

(a7

OsoLp BLQuip

0O GAS

CHECK IF RADIOACTIVE 15| ]

*COMPLETE BLOCK (13) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

| e

CURIES

(18)

OFIRE [JREACTIVE []PRESSURE RELEASE [JACUTEHEALTH [J CHRONIC HEALTH

(19}

20)

(21)

GAL OJCUFT

(28)

STEEL DRUM
[J'PLASTIC/NONMETALLIC DRUM [ BAG(S)

UNITS @2 TJLBS []TONS MAX DAILY AMT (23 S‘SSQ_(
B6s” *If EHS, amounts must be in Ibs. AVG DAILYAMT 4| 29.5~
55 4a L ANNUAL WASTE AMT  (25)
] ABOVE GROUND TANK - INSIDE [JCAN L] BOX(S) [ TANK WAGON
[1 UNDER GROUND TANK [J CARBOY J CYLINDER O RAIL CAR
[0 TANK INSIDE BUILDING [ SILO [ GLASS CONTAINER

[OFIBER DRUM [ PLASTIC CONTAINER [ Other
[1 IN MACHINERY OR EQUIP.

(27)

XAMBIENT [0 ABOVE AMBIENT [J BELOW AMBIENT

(28)

mMBIENT [1 ABOVE AMBIENT [] BELOWAMBIENT [ CRYOGENIC

@0y HAZARDOUS COMPONENTS 31 EHS/AHM (32 CAS #
gy [N
OYy [ON
Oy ON

3 ADDITIONAL LOCALLY COLLECTED INFORMATION
*COMPLETE BLOCK (33) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

NFPA CLASSIFICATION

UN/DOT #

NFPA 704 HAZARD DIAMOND

Refer to shipping papers or MSDS

DOT HAZARD CLASS

UFC HAZARD CLASS .

Refer to shipping papers or MSDS

HEALTH = REACTIVE

BLUE YELLOW
SPECIAL A & WHITE
HAZARD OXIW.

FIRE RED

:
&>

'MAKE AS MANY COPIES OF CHEMICAL INVENTORY FORM AS NEEDED

Page 13




FORM 3

CALIFORNIA CHEMICAL INVENTORY FORM — DESCRIPTION PAGE

m DOADD [ODELETE [JREVISE [JNO CHANGE PAGE ¢ OF g

BUSINESS NAME ) Bﬂ”\\\ggtch
R Lot ® 719 PATTER 2N DR.

MAP # (if more than one) (s GRID# @ 5(.,‘!.\

CHEMICAL NAME o LseD TeARSwmisacod FLUID TRADE SECRET | Y [N
AHM /*

COMMON NAME O User Tramsrmse il FLUID M/*EHS wa| OY ON

*IF EHS BOX IS "Y"

CAS # (10)
ALL AMOUNTS MUST BE IN LBS

FIRE CODE )
HAZARD CLASSES*

*COMPLETE BLOCK (13) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.
TYPE t4 (0 PURE [ MIXTURE TXWASTE CHECK IF RADIOACTIVE (15)| O lus)
PHYSICAL STATE an |OsOLD BXiQuib O GAS CURIES
FED HAZARD
CATEGORIES ws [JFIRE [JREACTIVE [JPRESSURE RELEASE [ ACUTE HEALTH [J CHRONIC HEALTH

GAL TJCUFT _

ggAD"I'g WASTE (19) UNITS @2 %LBS ] TONS MAX DAILY AMT (23 bqjc,,(
DAYS ON SITE 20 | 364~ *If EHS, amounts must be in Ibs. AVG DAILYAMT @4 |Z%# .5
'E:%}?QQFEISNTER e |55 ga ), ANNUAL WASTE AMT  (25)
STORAGE 26) | ] ABOVE GROUND TANK - INSIDE [JCAN [0 BOX(S) ] TANK WAGON
CONTAINER ] UNDER GROUND TANK J CARBOY O] CYLINDER 00 RAIL CAR

[0 TANK INSIDE BUILDING JSILO [ GLASS CONTAINER

STEEL DRUM CIFIBER DRUM [ PLASTIC CONTAINER [] Other

[ PLASTIC/NONMETALLIC DRUM (] BAG(S) [J IN MACHINERY OR EQUIP.
PRESSURE
STORAGE 2ny JX(AMBIENT [] ABOVE AMBIENT [] BELOW AMBIENT
P RE o |PFAMBIENT [J ABOVE AMBIENT [] BELOW AMBIENT [] CRYOGENIC
29 % WT @30y HAZARDOUS COMPONENTS (31) EHS/AHM (32) CAS #
1. ay ON
2. gy ON
3. Oy ON

s ADDITIONAL LOCALLY COLLECTED INFORMATION
*COMPLETE BLOCK (33) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

NFPA CLASSIFICATION NFPA 704 HAZARD DIAMOND
FIRE RED

UN/DOT # hY]
Refer to shipping papers or MSDS .
DOT HAZARD CLASS HEALTH = o@ & REACTIVE
Refer to shipping papers or MSDS BLUE @ YELLOW

SPECIAL A R WHITE
HAZARD OXIWL

UFC HAZARD CLASS :

MAKE AS MANY COPIES OF CHEMICAL INVENTORY FORM AS NEEDED
Page 13 |




FORM 3

CALIFORNIA CHEMICAL INVENTORY FORM - DESCRIPTION PAGE

m OADD [JDELETE [JREVISE [JNO CHANGE PAGE OF 3

BUSINESS NAME W Brinks, TN C
R - hentaN ®| 719 PaTTersor! DR.

MAP # (if more than one) (s) GRID# ® - A
CHEMICAL NAME o ANTI PRe=Z-E& TRADE SECRET x| OOY 0ON
COMMON NAME o AnTl FRroees AHM/*EHS 2| [JY [IN
CAS # (10) *IF EHS BOX IS "Y”
ALL AMOUNTS MUST BE IN LBS

FIRE CODE .
HAZARD CLASSES*

*COMPLETE BLOCK (13) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.
TYPE 04 [BXPURE [J MIXTURE [J WASTE CHECK IF RADIOACTIVE (15 | O | (16)
PHYSICAL STATE an |OsoLD §LiQuUID [ GAS CURIES
FED HAZARD
CATEGORIES @8 |[JFIRE [JREACTIVE []PRESSURE RELEASE [JACUTE HEALTH [J CHRONIC HEALTH

GAL OCUFT —

gggg WASTE 19) UNITS @2 |Z70BS [ TONS MAX DAILY AMT 3| CS 3
DAYS ON SITE )| 365 *If EHS, amounts must be in ibs. AVG DAILYAMT @4|Z9 .8
LARGEST )
CONTAINER @y | BE qQe ( ' ANNUAL WASTE AMT  (25)
STORAGE 2y | J ABOVE GROUND TANK - INSIDE  [JCAN CJ BOX(S) ] TANK WAGON
CONTAINER ] UNDER GROUND TANK [J CARBOY (] CYLINDER [J RAIL CAR

7 TANK INSIDE BUILDING © [JslLo [] GLASS CONTAINER

[] STEEL DRUM COFIBER DRUM [ PLASTIC CONTAINER [] Other

PLASTIC/NONMETALLIC DRUM [0 BAG(S) O IN MACHINERY OR EQUIP.

PRESSURE
STORAGE @) JCAMBIENT [J ABOVE AMBIENT [J BELOW AMBIENT
PR RE (s) |[SAMBIENT [] ABOVE AMBIENT [] BELOWAMBIENT [] CRYOGENIC
29 % WT 30y HAZARDOUS COMPONENTS @1 EHS/AHM (32) CAS #
1. Oy [ON
2. Oy O0ON
3. gy ON

s ADDITIONAL LOCALLY COLLECTED INFORMATION
*COMPLETE BLOCK (33) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

NFPA CLASSIFICATION NFPA 704 HAZARD DIAMOND
FIRE RED

UN/DOT # N
Refer to shipping papers or MSDS '
HEALTH = e@ & REACTIVE

DOT HAZARD CLASS
Refer to shipping papers or MSDS BLUE 9 YELLOW

UFC HAZARD CLASS .
SPECIAL A K WHITE
HAZARD OXIW.

MAKE AS MANY COPIES OF CHEMICAL INVENTORY FORM AS NEEDED
Page 13




FORM 3

CALIFORNIA CHEMICAL INVENTORY FORM - DESCRIPTION PAGE

m OADD [IDELETE [JREVISE [JNO CHANGE PAGE (2 OF 3
BUSINESS NAME ol BriNke, TN C
N

ARG ERCtTION @[ 719 PATTercn! DA.
MAP # (if more than one) () GRID# (1) 8 - {)‘
CHEMICAL NAME @ e ANT ~ 2 rReEZ-& TRADE SECRET gy OJY [ON
COMMON NAME ) AHM /*EHS

@ Wsep Anti— Ereeze ~ wa| Y ON
CAS # (10) *IF EHS BOX IS “Y”

ALL AMOUNTS MUST BE IN LBS

FIRE CODE (13)

HAZARD CLASSES*

*COMPLETE BLOCK (13) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

TYPE (9 |[JPURE [0 MIXTURE JRCWASTE |  CHECK IF RADIOACTIVE 1500 | re)
PHYSICAL STATE w [Osoup =Uauip O GaAs CURIES
FED HAZARD
e GORIe s [(JFIRE [JREACTIVE [JPRESSURE RELEASE []ACUTE HEALTH L[] CHRONIC HEALTH
GAL LICUFT
(SZEAJEE WASTE (19) UNITS 22 E LBS []TONS MAX DAILY AMT (23) 55:_;“_(
DAYS ON SITE 20) | BE— *If EHS, amounts must be in Ibs. AVG DAILY AMT 4| 2Z. Y
LARGEST .
CONTAINER e | 55 qal, ANNUAL WASTE AMT  (25)
STORAGE %) | ] ABOVE GROUND TANK - INSIDE [ CAN 0 BOX(S) 1 TANK WAGON
CONTAINER [] UNDER GROUND TANK 0] CARBOY 0 CYLINDER [J RAIL CAR
O] TANK INSIDE BUILDING ~ ° []SILO ] GLASS CONTAINER
£ STEEL DRUM O] FIBER DRUM [ PLASTIC CONTAINER [J Other
'SYPLASTIC/NONMETALLIC DRUM  [J BAG(S) 0] IN MACHINERY OR EQUIP.
PRESSURE
_ STORAGE @ SAMBIENT [J ABOVE AMBIENT (] BELOW AMBIENT
STORAGE MBIENT [J ABOVE AMBIEN ELOW AMBIENT [] CRYOGEN!
TEMPERATURE (28) | LA a T OB 0 ENIC
(29 % WT 30y HAZARDOUS COMPONENTS 31y EHS/AHM 32) CAS #
1. ) OY [ON
2. Oy ON
3. Oy ON

=3 ADDITIONAL LOCALLY COLLECTED INFORMATION
*COMPLETE BLOCK (33) IF REQUESTED BY THE LOCAL FIRE CHIEF - REFER TO INSTRUCTIONS.

NFPA CLASSIFICATION NFPA 704 HAZARD DIAMOND
FIRE RED

UN/DOT # N
Refer to shipping papers or MSDS
DOT HAZARD CLASS HEALTH = Q@ & REACTIVE
Refer to shipping papers or MSDS BLUE @ YELLOW

UFC HAZARD CLASS :
SPECIAL A & WHITE
HAZARD OXIW

MAKE AS MANY COPIES OF CHEMICAL INVENTORY FORM AS NEEDED
Page 13




GARDEN GROVE

HAZARDOUS MATERIALS
DISCLOSURE PROGRAM

 REPORTING FORMS PACKET: PART 2

BUSINESS EMERGENCY PLAN
SHORT VERSION

THE FOLLOWING FORMS ARE FOR USE IN THE EVENT OF AN
ACTUAL OR THREATENING HAZARDOUS MATERIALS
EMERGENCY.

FILL THESE FORMS OUT COMPLETELY AND BE READY TO

HAND THEM TO THE FIRE DEPARTMENT PERSONNEL WHEN
THEY ARRIVE AT THE EMERGENCY SCENE.

IN THE EVENT OF AN EMERGENCY,

CALL 911




GARDEN GROVE FIRE DEPARTMENT
HAZARDOUS MATERIALS DISCLOSURE PROGRAM

BUSINESS EMERGENCY PLAN

All businesses using, handling or storing hazardous materials that are required to disclose
must complete a Business Emergency Plan. The occupancy groups listed below will be
permitted to complete a short version of the business plan. The completion of the short
form shall be considered the application required in the Health and Safety Code, Title 20,

Chapter 6.95, Section 25503.5.

The Chief of the Garden Grove Fire Department in the role of the Administering Agency,
allows the following types of businesses to file the short version of the Business Emergency

Plan.

1. Gasoline/Diesel service stations. S-3 occupancies.
2. Repair Garages. H-4 occupancies.

3. Dry Cleaners

4. Businesses, at the Fire Chief’s discretion, with less than 10 employees and using
materials that are not considered highly or acutely toxic.

The Fire Chief exempts the following portions from the business plan. These exemptions
have been established because the materials used in the above-mentioned occupancies
are common knowledge to first responding units. The materials pose no significant,
unexpected hazard nor do they affect the ability of the administering agency to effectively
respond to their release of a hazardous material, and that there are unusual circumstances

justifying this exemption.

Exemptions

1. Detailed evacuation plans.

2. Detailed key employee responsibilities.
3. Training outline. |

4. Detailed prevention outline.

The following Short Business Emergency Plan must be completed in order for the
exemption to be granted.

Page 1




GARDEN GROVE FIRE DEPARTMENT
HAZARDOUS MATERIALS DISCLOSURE PROGRAM

BUSINESS EMERGENCY PLAN

Personnel Emergency Notifications and Responsibilities

Employee Evacuation and Staging Areas:

1. The type of alarm signal that will be used to initiate an evacuation at the facility:
(vocal, paging system, manual alarm, etc.)

Mamua/ alain. Ddg na, ﬁli‘l[@ma
) ! | ( O \] 7

2. All employees shall be trained to evacuate the facility through at least one exit.
Alternate exit routes shall be designated if available.

3. Staging areas shall be designated for all employees. Staging areas will be the
location that all employees shall report to in the event of an emergency.

One person shall be designated to account for all personnel at the staging area.
That person will be responsible for meeting the incoming Fire units and reporting
the conditions known about the incident.

The Staging area is at the following location as shown on your site plan map.

ﬂaﬁ@? (N ‘nr‘@#{fL (I ‘hne/ South e & b:))\ob\\g; on (7,,@@( (Mm-

Emplovee Responsibilities:

At least one employee shall be responsible for the following minimum requirements
in the event of an emergency response by the Fire Department.

1. Notify employees. Initiate evacuation procedures.
2. Notify the Garden Grove Fire Department. Dial 911
3. Try to identify the nature of the incident.

Report to the staging area and account for evacuated employees.
Report to the incoming fire units.

o

6. Activate any emergency mitigation procedures that are available at your business.
(List below any mitigation procedures specific to your business, if any.)

Page 2




GARDEN GROVE FIRE DEPARTMENT
HAZARDOUS MATERIALS DISCLOSURE PROGRAM

BUSINESS EMERGENCY PLAN

Personnel Emergency Notifications and Responsibilities

Training Requirements

State law requires training of employees where the business uses, handles or stores
hazardous materials.

Employee training provided on:

e Appointment of person/persons on site who are trained in key role positions.
Emergency coordinator, evacuation coordinators, staging area supervisors and

documenting officers.

o Procedures to follow during a release or threatened release of a hazardous material
(evacuation to staging areas).

¢ Information contained in material safety data sheets.
e Warning labels/placards. |

. Safe work practices.

e Use of on site emergency equipment and supi:lies.

» Use and location of personal protective equipment.

s Any chemical, hazardous material or substance that could be encountered in his /
her work area.

¢ On-site alarm system for evacuation.

» Discuss possible release of hazardous materials scenario.

Emergency Notifications

A handler of hazardous materials is required to immediately report any release or
threatened release of hazardous materials to the Garden Grove Fire Department. Failure
to do so may result in criminal and/or civil prosecution.

Required Notifications

In the event of a release or threatened release of hazardous materials, it is state law to
notify each of the following agencies: '

Agency » Phone Numbers

Garden Grove Fire Department, Police, Paramedics 911 .
Office of Emergency Services (OES) (800) 852-7550 or (916) 427-4341
National Response Center (800) 424-8802

Page 3




GARDEN GROVE FIRE DEPARTMENT
HAZARDOUS MATERIALS DISCLOSURE PROGRAM

BUSINESS EMERGENCY PLAN

Personnel Emergency Notifications and Responsibilities

Prevention

All materials are stored, used and handled within the guidelines of the Uniform Fire
Code, N.F.P.A. standards, California Administrative Code, Titles 19 and 20.

This section is meant to initiate a Prevention Plan at your business and to assist in
preventing a release, or threatened release, of a hazardous material. In the spaces
provided, place a checkmark by the preventive actions which have been initiated by your
business to abate hazards relating to hazardous material handling, use of storage.

Consideration shall include:

1. Drum storage and/or above ground tank storage areas:

a — Isolation and separation of incompatible materials

b K Diking areas to contain spills
c & Storage on paved ground

2. Compressed and/or crngenic gas storage areas:
a__‘_/ Cylinders stored upright and secured

b & Isolation and/or separation of incompatible cylinders (oxygen and flammable
gases, etc.)

3. General:

"

a Safe work practices are exercised in daily routines.

/
b Employees who handle hazardous materials are properly trained.

S

o Material Safety Data Sheets (MSDS) readily available for each hazardous
material on the premises.

d a Labeling of all materials and storage areas with the product name and
hazards associated with the product (drums, piping, tanks, etc.)

\

e Uniform Fire Code (UFC) requires separation between outside hazardous
material storage area or tanks and combustible materials (wood, bush,

etc.)

£ Posting of “No Smoking” signs where appropriate.

Page 4




GARDEN GROVE FIRE DEPARTMENT

BUSINESS EMERGENCY PLAN

A BUSINESS IS REQUIRED BY LAW TO NOTIFY THE GARDEN GROVE FIRE
DEPARTMENT WITHIN 30 DAYS OF ANY OF THE FOLLOWING EVENTS:

Change of business address.

Change of business ownership

Change of business name

Cessation of business operation (quitting business)

Use or handling of a previously undisclosed hazardous material

A 100% increase in the quantity of a previously disclosed hazardous material

S s

»

Your business is required by State law to retain a copy of this entire Business Plan,
chemical inventory, material safety data sheets and site maps, for review by Fire
Department personnel. State where your disclosure and Emergency Business Plan will

be kept. . v
Filed wn 0FGice WAGwa asgfs;s Coloned -
(

Show location on site map also using symbol in the legend.

Note: A fee is charged for a replacement copy from the Garden Grove Fire Department.

I CERTIFY, UNDER PENALTY OF PERJURY, THAT THE ENCLOSED INFORMATION IS
TRUE AND CORRECT TO THE BEST OF MY KNOWLEDGE. :

SIGNATURETT&;&/Q Al g
NAME? T6DD 2. Me~ye2d
TITLEBp e\ €11 Minin c-n
DATE: 7~2-4~ A& &
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GARDEN GROVE FIRE DEPARTMENT
ENVIRONMENTAL PROTECTION SECTION
11301 Acacia Parkway
Garden Grove, CA 92840
Business: 714 741-5600 Haz Mat: 714 741-5636

Hazardous Materials Business Emergency Plan And
Inventory Certification Statement

Business Name: {S(le) KS P / )\)L | Telephone: /7“7 903 9«27«2
Site Address: 719 |  PATTEASeN L Zip Code: Z28%/

The California Health & Safety Code, Division 20, Chapter 6.95, Section 25505(c) and Sectlon 25503.3(c) provide
the following:

A business that handles hazardous materials shall review AND certify their Hazardous Materials Business
Emergency Plan (HMBEP) once every three years from the date of acceptance by the Garden Grove Fire
Department. A business may comply with the annual chemical inventory reporting requirement by submitting a
certification statement to the Garden Grove Fire Department. A business may not utilize this certification to meet
the annual inventory submission requirements of the Emergency Planning and Community Right to Know
Act (Section 11022, Title 42, United States Code).

Note: A business may comply with the annual inventory reporting requ1rements using this certification statement if
both of the following apply:

1. The business has previously filed an inventory reporting form and;

2. The business attests to the following:
o  The information contained in the annual inventory form most recently submitted to the Garden Grove Fire

Department is complete, accurate, and up to date.
o There has been no change in the quantity of any hazardous material as reported in the most recently

submitted annual inventory form.
o No hazardous material subject to the inventory requirements is being handled that is not listed on the most

recently submitted annual inventory form.

THIS IS TO CERTIFY THAT THE HMBEP AND/OR CHEMICAL INVENTORY HAS BEEN REVIEWED.
(Please check applicable boxes.)

[] No changes are required to the HMBEP submitted to the Garden Grove Fire Department.
gf All the necessary changes/revisions have been made to the HMBEP. The changes/revisions are attached to this
certification.
XWNo changes are required to the chemical inventery that was previously on file with the Garden Grove Fire
Department.
[] All the necessary changes/revisions have been made to the chemical inventory. The changes/revisions are
attached to this certification.

AS AN AUTHORIZED REPRESENTATIVE, I CERTIFY UNDER PENALTY OF LAW THAT I HAVE
PERSONALLY EXAMINED AND AM FAMILIAR WITH THE INFORMATION SUBMITTED AND
BELIEVE THE INFORMATION IS TRUE, ACCURATE, AND COMPLETE.

& v
Print Name ,/ 2@ NI RAT P / G L2\ Signature

Job Title /:7? Pl C/\ M ana s on~ Date 7, // 5/ g/

White Copy — Return to Garden Grove Fire Department k?- f M /"cC I)% S Yellow Copy — Retain for Business Records
HMBERP certification. doc




Hazardous Material Disclosure

Business Information / Chemical Inventory / Business Emergency Plan

GARDEN GROVE FIRE DEPARTMENT
11301 Acacia Parkway
. Garden Grove, CA 92840
Bus. (714) 741-5600 Fax (714) 741-5640
Hazardous Materials Coordinator
(714) 741-5636

Date: /C~ G—S

Address: N1 PATTIER 56 A File No: 2. (bb.i

Occupant or DBA: _BRUSK S
Owner/Manager: _ROBERT O . RAMOS Phone: MU ~F0> 942772

L1 California Health and Safety code, section 6.95, you are required to properly complete the Business Emergency Plan(BMP)
packet. You are required to return the BEP packet, Hazardous Materials Disclosure Forms, and all material safety data
sheets within fifteen (15) days to the Garden Grove Fire Department. HazMat Coord. (714) 741-5636

An inspection at the above location/occupancy revealed the following violation(s):

:"iVi'(élat'iyons(s‘): CA Héalt'hk sn Skafetyv'Code' Chapt'er 6.95, _Atti‘cle_’:ly“ and Tltle 19, §2729 et seq, C'alifofnia Code of f';’Req'ulaytigkns (’CCR)"" .

O} Complete Hazardous Materials Disclosure packet, HSC Chapter 6.95, Title 19 Div 2 Chapter 3, CFC 8001.3.2

{0 Failure to submit a Business Emergency Plan. [HSC 25505(a)(1)], CFC 8001.3.2
L} Failure to review and/ or revise the Business Emergency Plan as required [HSC 25505(b)&(c)]

 Violations(s): Califoria Fire Code 2001, Articles 79 & 80, Titl 19 Part 9, California Code of Regulations(CCR).

[ Provide for secondary containment for hazardous materials liquids and solids (CFC 8003.1.3.3)
L) Provide spill control for hazardous materials liquids (CFC 8003.1.3.2)

L} Provide approved cabinet if more than 10 gallons of flammable liquids (CFC 7902.5)

O Provide placarding and signs (NFPA 704, CFC Article 79 §7901.9, Article 80 §8001.7-8)

# No Violations Found

Additional Violations and/ or Notes:

® NG CHANGES

Responsible party: f‘!q x“ )L\ ' ?0% Re-inspection date:
The above are violations of California law and require immediate correction. Failure to correct violations is subject to civil
penalties.

Fire Dept. Inspector: Q- CeeveE ID#:

Condition upon re-inspection: Date: [ (OS5

F5-4308 (1/04)




GARDEN GROVE FIRE DEPARTMENT
ENVIRONMENTAL PROTECTION SECTION
11301 Acacia Parkway
Garden Grove, CA 92840
Business: 714 741-5600 Haz Mat: 714 741-5636

Hazardous Materials Business Emergency Plan And
Inventory Certification Statement

Business Name: B (AN W& (N E Telephone('?' "‘)403‘* G272
| Site Address: || €1 | PATTERSQM DQ Zip Code: GV O C’;’

The California Health & Safety Code, Division 20, Chapter 6.95, Section 25505(c) and Section 25503.3(c) provide

the following:
A business that handles hazardous materials shall review AND certify their Hazardous Materials Business
Emergency Plan (HMBEP) once every three years from ‘the date of acceptance by the Garden Grove Fire

,Department A business may comply with the annual chemical inventory reporting requirement by submitting a
¢ the Garden CGrove Fire Department. A hugciness may not ntilize this certification to meet

ceniiicalion siulcment I g Garden o

the annual inventory submission requlrements of the Emergency Plannmg and Community Right to Know
Act (Section 11022, Title 42, United States Code).

3 0 ey

Note: A business may comply with the annual inventory reporting requirements using this certification statement if
both of the following apply:

1. The business has previously filed an inventory reporting form and;

2. The business attests to the following:
e The information contained in the annual inventory form most recently submitted to the Garden Grove Fire

Department is complete, accurate, and up to date.
e There has been no change in the quantity of any hazardous material as reported in the most recently

submitted annual inventory form.
e No hazardous material subject to the inventory requirements is being handled that is not listed on the most

recently submitted annual inventory form.

THIS IS TO CERTIFY THAT THE HMBEP AND/OR CHEMICAL INVENTORY HAS BEEN REVIEWED.
(Please check applicable boxes):

% No changes are required to the HMBEP submitted to the Garden Grove Fire Department.

O All the necessary changes/revisions have been made to the HMBEP. The changes/revisions are

aitachied to this certification.
No changes are required to the chemical inventory that was previously on file with the Garden Grove
Fire Department.

L) All the necessary changes/revisions have been made to the chemical inventory. The changes/revisions -

are attached to this certification.

AS AN AUTHORIZED REPRESENTATIVE, I CERTIFY UNDER PENALTY OF LAW THAT I HAVE
PERSONALLY EXAMINED AND AM FAMILIAR WITH THE INFORMATION SUBMITTED AND
BELIEVE THE INFORMATION IS TRUE, ACCURATE, AND COMPLETE.

Vi

Print Name @@'@L% éﬁ)l_(:pld\/' Signature ﬂ ;%ﬁ/

Job Title (swaliians 6. SoPERVSef Date__ é AR Y

White Copy - Return to Garden Grove Fire Department Yellow Copy - Retain for Business Records




